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1. Introduction and Overview

1.1 Purpose

The purpose of this plan is to document the current conditions of the sanitary sewer pump
stations which are owned, operated and maintained by the Town of Johnston, and all corrective
measures the Town plans to complete in the near future.

1.2 Sewer System Overview

This section provides a general description of the Town of Johnston’s collection system.

The sanitary sewer system serving Johnston is owned in part by the Town of Johnston and in part
by the Narragansett Bay Commission (NBC). The Town owns and operates the secondary lines
and pump stations. NBC owns and operates the interceptor lines and a pump station on Central
Avenue. Johnston’s wastewater collection system includes the following components:
approximately 58 miles of Town owned and maintained sewer lines (55 miles of gravity main
and 3 miles of force main) and 14 sewer pumping stations (see section 1.3 below for a full list).
The system became operational in 1960 and is comprised of components ranging in age from
that time to 2017. Almost all Johnston’s gravity sewer pipes are 8 inches or 10 inches in
diameter. Materials include PVC, vitrified clay (VC), and asbestos cement pipe (AC).

Sewage collected in the Johnston/NBC system is conveyed to the Fields Point Wastewater
Treatment Facility. All sewer users on the Johnston/NBC system pay NBC directly.

For further information on the collection system, refer to the “Wastewater Facilities Plan Update
for NBC-Owned Interceptors and Town Sewers in Johnston, Rhode Island (WWFP)” completed
in 2011 for the Narragansett Bay Commission. The report was submitted to NBC by Pare
Corporation with assistance from The BETA Group. A copy of the WWFP is on file in the
Town Engineering office. This WWFP update provides detailed information on the Town’s
sewer collection and conveyance system, along with information on the NBC facilities in
Johnston.



1.3 Pump Stations

Town of Johnston Pump Stations
The Town of Johnston owns and operates 14 sanitary sewer pumping stations. The stations are
generally located in the eastern portion of the Town. A list of all Town owned pump stations is
included below:
e Candice Court
Central Avenue (Town Owned)
Green Earth Way (formerly known as Austin Way)
Industrial Lane (formerly known as Old Pocasset Lane)
Jennifer Drive
Morgan Mill Road
Ostend Street
Recycle Road (formerly known as Shun Pike)
River Drive (new in April 2017 — replaced station of the same name)
Rotary Drive
South Bennett Drive (new in 2017- replaced station formerly known as Morgan Estates and/or
LaFazia Drive)
e Sprague Circle
e Susan Circle (formerly/also known as Central Ave pole #20)
o Sweet Hill Drive (formerly/also known as Green Valley Estates)

All Town owned pump stations and force mains are shown schematically on the figure below. A
full scale version of the figure is included in Appendix A.

Figure 1



Appendix B includes a photo page of each pump station including an aerial image of the location
and 2 to 3 photos of the pump station and vicinity.

It must be noted that the River Drive and South Bennett Road pump stations are both being
replaced by new stations that will be on line in April of 2017. The stations are being replaced to
mitigate past flooding problems.

There are several residential developments in Johnston that are serviced by low pressure sewers
with individual pumping systems. The conditions of these systems are not addressed in this
assessment.

Stations Owned and Operated by Others

In addition to the Town owned pump stations, NBC owns and operates a pump station located at
#345 Central Avenue and there are two small private pumping stations in Johnston serving
residential developments. The conditions of the facilities owned by others are not addressed in
this assessment.




Inspections

All Town owned pump stations are inspected weekly by Fernco Services. A standard inspection
form is completed by the inspector on each visit. If any corrective actions are necessary, the
work is completed at that time or noted on the inspection report for follow up.

Exhibit 1 below is an image of a typical inspection report. A copy of the inspection forms for
September of 2016 are attached in Appendix C as a running example of the data collected, items
noted, and corrective actions taken as part of routine operation of the stations.

The inspection reports are reviewed periodically to see if there are any incremental changes in
readings that could be indicators of future problems. If anything is identified, the inspectors are
notified to investigate further on their next visit. During the next inspection the items are either
addressed immediately or scheduled for future corrective action.
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3. Current Conditions and Preventive Maintenance / Corrective Actions

3.1 Current Conditions

All pump stations owned and operated by the Town of Johnston are in good reliable working
order. All stations have a duplex pump configuration. Records from 2011 to 2016 were
reviewed and show there have been no pump station failures resulting in a sanitary sewer
overflow during that time period (see Appendix D for a copy of pump station Emergency Calls
between 2011 and 2016).

Appendix B includes a photo page of each pump station including an aerial image of the location
and 2 to 3 photos of the pump station and vicinity.

Since two of the Town’s stations were recently relocated to mitigate flooding issues, all other
stations were investigated for potential for flooding issues. FEMA mapping was overlaid on
aerial imagery of each pump station to identify stations that were mapped within the flood plain.

Morgan Mill Road and Rotary Drive stations appear to be within the mapped flood plain.
Morgan Mill station has a riser on the wet well to protect the station from flooding. The Rotary
Drive station appears to be subject to flooding.

A table of current conditions and preventive maintenance / corrective measures was compiled for
the 14 Johnston owned pump stations. A copy of the spreadsheet is attached to this plan as
Appendix E. A description of the condition and the preventive maintenance / corrective
measures is provided in the next section of this plan.

3.2 Preventive Maintenance / Corrective Actions

This section of the plan includes a description of the condition of each station and preventive
maintenance / correction action needed, grouped by types of actions.

3.2.1 Structures/Wet Wells and Pumps

The stations listed below are all approximately 30 years or more old.
Candice Court

Industrial Lane

Morgan Mill Road

Ostend Street

Sprague Circle

e Susan Circle

e Sweet Hill Drive

Of these stations, only Candice Court and Sprague Circle still have the original pumps. These
pumps are nearing the end of their life cycle. The Public Works - Utilities Division (PW-UD) is
exploring options for replacing the pumps within the next 5 years. Grease and solids build up
has been identified as an issue in both the Candice Court and Sprague Circle stations. The
planned corrective measure is to subcontract biannual cleaning of those stations. Contracts are
scheduled to be in place by the end of 2017.



The Industrial Lane station is over 35 years old. It is functioning well, but reaching the end of its
life cycle. The current need at this station is improvements to the electrical controls. Over the
next several months the PW-UD is evaluating the options of upgrading the electrical controls or
replacing the pump station entirely. The corrective measure scheduled is to select a remedy and
request proposals for design/construction by the end of 2017.

Both pumps in the Morgan Mill Road station are nearing the end of their life cycle. The
corrective measure scheduled is to install new pumps by the end of 2017.

The Town will investigate the potential risk of flooding of the Rotary Drive station, and if
appropriate, by the end of 2017 develop a corrective action plan to address flooding.

The Susan Circle station has one relatively new pump and one older pump. The older pump is in
need of replacement. The scheduled corrective measure is to replace the older pump by the end
of 2017.

3.2.2 Alarms

Only Central Avenue, Green Earth Way, and Recycle Road pump stations have fully automated
and monitored alarm systems. The PW-UD is proposing to install automated alarms at all 11
stations that don’t currently have them and enter into a contract with a monitoring service. Work
is scheduled to be complete in 2017.

3.2.3 Backup Power

Only Central Avenue, Green Earth Way, Recycle Road, and Rotary Drive pump stations have
permanent emergency generators on site. The PW-UD wants to have the ability to power every
station in the event of a power outage. The PW-UD is planning to install a receptacle at each
station to allow connection of a portable emergency power generator. They are also planning to
purchase a generator(s) suitable of powering each station. Installation of all receptacles is
scheduled to be complete in 2017.

3.2.4 Control Panels

The Jennifer Drive and Sweet Hill Drive stations would both benefit from installation of
replacement control panels. Replacement of the control panels is scheduled to be complete by
the end of 2017.

3.2.5 Funding

The majority of the maintenance and corrective measures proposed need funding in the Town’s
2017/2018 budget. Therefore, the schedule for all work is subject to funding approval by the
Town Council. If funding for all proposed work isn’t approved in the 2017/2018 budget, the
PW-UD will prioritize the work to address the most significant issues soonest.



Appendix A
Town of Johnston

Sewer Pump Stations Location Map
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Appendix B
Town of Johnston

Sewer Pump Stations Aerial Image and Vicinity Photos



Candice Court Pump Station
Aerial Image and Vicinity Photos
March, 2017




Central Avenue Pump Station
Aerial Image and Vicinity Photos
March, 2017




Green Earth Way Pump Station
Aerial Image and Vicinity Photos
March, 2017




Industrial Lane Pump Station
Aerial Image and Vicinity Photos
March, 2017




Jennifer Drive Pump Station
Aerial Image and Vicinity Photos
March, 2017




Morgan Mill Road Pump Station
Aerial Image and Vicinity Photos
March, 2017




Ostend Street Pump Station
Aerial Image and Vicinity Photos
March, 2017




Recycle Road Pump Station
Aerial Image and Vicinity Photos
March, 2017




River Drive Pump Station
Aerial Image and Vicinity Photos
March, 2017




Rotary Drive Pump Station
Aerial Image and Vicinity Photos
March, 2017




South Bennett Drive Pump Station
Aerial Image and Vicinity Photos
March, 2017




Sprague Circle Pump Station
Aerial Image and Vicinity Photos
March, 2017




Susan Circle Pump Station
Aerial Image and Vicinity Photos
March, 2017




Sweet Hill Drive Pump Station
Aerial Image and Vicinity Photos
March, 2017
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Town of Johnston

Typical Pump Station Inspection Reports
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" BUBBLETROL SYSTEM SIMULATION GAUGE IN INCHES

LEADPUMPON S-S OFF_2-"  LacoN
BOTHPUMPSON OFF_}_ ALARM ON

3. WET WELL

GREASE BUILD-UP_7ALL FLOATS ; DEBRIS _ £ ¢ 7 724EL
NEEDS CLEANING ____ " £/ NEEDS ENZYMES ) :
ENZYME PUMP { HYPO PUMP NEEDS H»/Po
CL-2 READING lf pH READING
FLOW METER READINGS
/ CURRENT
| PREVIOUS
! DIFFERENCE
4. COMPRESSORS
OIL LEVEL ) GAUGE READING )
BLEED SYSTEM / PURGE FYSTEM I~
RELIEF VALVE | LUBE |
COMP #1 AMPS / ON OFF !
COMP #2 AMPS ! ON OFF

5. BUILDING |
LIGHTS oK SUMP PUMP ﬁM_/ﬂ_ HeateR _ OFF

DEHUMIDIFIER /{/ﬂ NEEDS CLEANING _&/2 ___ PAINTING __/NV2

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




FERNCO SERVICES INC.
508-336-3222 70728
DATE 7-30 -/6 ‘. INITIALS O/

STATION fé’/&ﬂad/. /4 l/(f' (c);rv»%é' /9;/;79 g;;,af/cj/.) .

LocaTED . ) o4 0L

SERVICE CHECK LIST

1. PUMPS CONDITION oo ;o
PUMP #1 - AMPS 19 PUMP #2 - AMPS 1§
/25> 1857
xy2 p

VOLTAGE 50! VOLTAGE _éﬂ
GLANDS [ GLANDS |
PACKING / - PACKING
LUBE UNIT / LUBE UNIT
TEST VALVES / TEST VALVES

2. MOTOR CONTROL CENTER -,
HOUR METERS PUMP #1_ 2 S 7:

199 PUMP #2 Al /2.5

RUN LIGHTS oK ALARM TEST /
MANUAL TEST Ok AUTO TEST oL
GENERATORTEST ____AAJ _ OIL LEVEL “ ANTI-FREEZE __»
FUEL " BATTERY ' HOUR METER

BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES
LEADPUMPON _<- > OFF_2' _ LAGON _] _  OFF
BOTHPUMPSON 1 OFF | ALARMON 4 oFF

3. WET WELL

GREASE BUILD-UP O FLOATS ., DEBRIS _Z s 7T¢LE
NEEDS CLEANING WO NEEDS ENZYMES 1
ENZYME PUMP | HYPO PUMP NEEDS HYPO|
CL-2 READING | PH READING _| !
FLOW METER READINGS
] CURRENT
| PREVIOUS
! DIFFERENCE

4. COMPRESSORS

OlL LEVEL ) GAUGE READING
BLEED SYSTEM | PURGE S}STEM
RELIEF VALVE | LUBE
COMP #1 AMPS I ON OFF
COMP #2 AMPS l ON ! __ OFF
5. BUILDING
LIGHTS 0/(/ SUMP PUMP 4/ HEATER ﬁ»oe
DEHUMIDIFIER /AZZ NEEDS CLEANING _£/2  PAINTING __A/

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




FERNCO SERVICES INC.

508-336-3222 70609
DATE P-8- /& ' INITIALS ___ (D /5/'
STATION G/.e&?ﬂ E AR ﬂ VE . Q
LOCATED -] ONN.STOY
SERVICE CHECK LIST
1. PUMPS CONDITION - o
L. ]2
PUMP #1 - AMPS /% PUMP #2 - AMPS 3
/3.4 [2.©
3 25
VOLTAGE &€ VOLTAGE _ &&E >
GLANDS ) GLANDS
PACKING / 2 PACKING
LUBE UNIT LUBE UNIT
TEST VALVES TEST VALVES
2. MOTOR CONTROL CENTER;, T
HOUR METERS PUMP #1_ 3% - .S PUMP #2 __ 3UE. SO
RUN LIGHTS 074 ALARM TEST /
MANUAL TEST )4 AUTO TEST /
GENERATORTEST A% OIL LEVEL ’ ANTI-FREEZE %
FUEL “ BATTERY ! HOUR METER
BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES 5 5
LEAD PUMP ON Ai_ OFF_3°  LaGON _JL_ OFF _ .~

BOTH PUMPS ON _5- 7

OFF_3_, ALARM ON _Z_ efF __ /. %

Loky
3. WET WELL
GREASEBUILD-UP____A/Q  FLOATS DEBRIS _L /T TZ &
NEEDS CLEANING W) NEEDS ENZYMEé /
ENZYME PUMP 1 HYPO PUMP NEEDS HYPO
CL-2 READING pH READING
FLOW METER READINGS
: l CURRENT
i PREVIOUS
,/ DIFFERENCE
4. COMPRESSORS
OIL LEVEL { GAUGE READING )
BLEED SYSTEM | PURGE(‘;YSTEM
RELIEF VALVE LUBE
COMP #1 AMPS ON OFF
COMP #2 AMPS ON oFe!
5. BUILDING
LIGHTS oK SUMP PUMP __A//ﬂ_ HEATER oFF
DEHUMIDIFIER A // fo NEEDS CLEANING __A/p  PAINTING ___A/0

WOEKEZ 3 A\ i

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




FERNCO SERVICES INC.

508-336-3222 70647

DATE 7-/5-s¢ , INTIALS __ £ ;/(/ N

STATION ____ Caamen) Laety Aye Srsrion = 2

LOCATED ____ JONKISTOL)

SERVICE CHECK LIST
1. PUMPS CONDITION , 2
PUMP #1 - AMPS /Y- PUMP #2 - AMPS /3.
/3.7 /2.7
VOLTAGE Yes VOLTAGE __¥58&8
GLANDS ] GLANDS
PACKING / ’ PACKING
LUBE UNIT / LUBE UNIT
TEST VALVES TEST VALVES

2. MOTOR CONTROL CENTER 7
HOURMETERS PUMP#1_ 232. 9/ 6T  oumpse 3’06.6 -SO
RUN LIGHTS 0} 4 ALARM TEST /
MANUAL TEST oK AUTO TEST
GENERATORTEST __al2___ OIL LEVEL . ANTI-FREEZE ____»
FUEL BATTERY HOUR METER
BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES .
LEADPUMPON 3~ = OFF_3-° LAG ON _L OFF 3.
BOTHPUMPSON S~ 7 oFf_3.>  AlARMON_Z 5 oFf_ /. ©

1476 £ov)

3. WET WELL .
GREASE BUILD-UP /O FLOATS DEBRIS _ £ /77 L&
NEEDS CLEANING 10 NEEDS ENZYMES |
ENZYME PUMP ) HYPO PUMP | NEEDS HYP?S
CL-2 READING oH READING ___]

FLOW METER READINGS
‘ ) CURRENT
| PREVIOUS
! DIFFERENCE

4. COMPRESSORS

OIL LEVEL ) GAUGE READING )
BLEED SYSTEM PURGE $YSTEM ___|
RELIEF VALVE LUBE

COMP #1 AMPS on__| OFF]
COMP #2 AMPS ON J{ OFF

5. BUILDING
LIGHTS DK SUMP PUMP A HEATER oF .
DEHUMIDIFIER 2 NEEDS CLEANING A2 PAINTING ___p/0

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




i "
FERNCO SERVICES INC.
508-336-3222

s £ A \/

DATE T-22 -/¢&
STATION Caerey) £ p Qv‘/-/ 4 veE, Srarion %
LOCATED \TO HIISTOR)

SERVICE CHECK
1. PUMPS CONDITION

LIST

PUMP #1 - AMPS / 2 PUMP #2 - AMPS 3.7
/3.8 /2.9
VOLTAGE yE&F VOLTAGE __ Y78
GLANDS / GLANDS
PACKING [ "PACKING
LUBE UNIT / LUBEUNIT  ___|
TEST VALVES TEST VALVES |
2. MOTOR CONTROL CENTE P
HOUR METERS PUMP#1Q?7;%7 S€ pumpae 307.‘"7 62
RUN LIGHTS ALARM TEST /
MANUAL TEST ___ OK AUTO TEST
GENERATORTEST _AL2  OIL LEVEL " ANTI-FREEZE __~
FUEL " BATTERY : HOUR METER ___
BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES
LEADPUMPON _S. —_  OFF_TR. LAGON _S~ OFF _"3__
BOTHPUMPSON_S-7  oFF_3-° _ ALARMON_Z° 5 oFfF _ .
pi8 H L o\~

3. WET WELL

GREASE BUILD-UP.#_ FLOATS DEBRIS _< /T T2E

NEEDS CLEANING __// NEEDS ENZYMES |

ENZYME PUMP ) HYPO PUMP | NEEDS HYP{D

CL-2 READING ] pH READING

FLOW METER READINGS

) CURRENT
PREVIOUS
DIFFERENCE
4. COMPRESSORS

OIL LEVEL ) GAUGE READING

BLEED SYSTEM [ PURGIfYSTEM

RELIEF VALVE [ LUBE

COMP #1 AMPS [ oN __| OFF

COMP #2 AMPS oN _| OFF

5. BUILDING

LIGHTS DL SUMP PUMP _,J_J,L HEATER oF 7~
DEHUMIDIFIER /{/ﬂ NEEDS CLEANING A0 PAINTING /0

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




FERNCO SERVICES INC.

508-336-3222

10727

DATE ?-20- wmas_ 2N/ -
STATION Gresy LfARTH _Ave
LOCATED JOHNSTON

SERVICE CHECK LIST

1. PUMPS CONDITION 5 -
PUMP #1 - AMPS ]4- PUMP #2 - AMPS /4-
/3.6 /3.7
VOLTAGE ¢ &5 Ed VOLTAGE ad
GLANDS / GLANDS
PACKING / PACKING
LUBE UNIT / LUBE UNIT
TEST VALVES / TEST VALVES
2. MOTOR CONTROL CENTER -
HOUR METERS PUMP #1_ &0 . ¢ ¢ Y rumpr_ 308 9 V44
RUN LIGHTS o ALARM TEST /
MANUAL TEST oK AUTO TEST
°  GENERATORTEST __4A0 _ OILLEVEL . ANTI-FREEZE >
- FUEL . BATTERY HOUR METER
BUBBLETROL SYSTEM SIMULATION - GRJIGE ININCHES -
LEAD PUMP ON __5. OFF_3:-~_ LAGON §."  ofFf_R.
\ BOTHPUMPSON 577 oFf_3.°  aaeMoN_7:5 o /2 °
/28M Low

3. WET WELL

GReaseBuLD-up____ /0

| _ DEBRIS _Z /77~

FLOATS

NEEDS CLEANING ____//O NEEDS ENZYMES /
ENZYME PUMP ] HYPO PUMP ___ ] NEEDS HYPO/
CL-2 READING pH READING __|
FLOW METER READINGS
[ CURRENT
PREVIOUS
DIFFERENCE
4. COMPRESSORS
OIL LEVEL ) GAUGE READING )
BLEED SYSTEM / PURGE SYFTEM /
RELIEF VALVE / LUBE
COMP #1 AMPS ON | orr_|
COMP #2 AMPS ON / oFF !
5. BUILDING
LIGHTS 0K SUMP PUMP ‘,A{é_ HEATER _ O/<
DEHUMIDIFIER /.s;//) NEEDS CLEANING __4/0  PAINTING /¥

6. SPECIAL NOTES

CUSTOMER SIGNATURE:

T Nrere? pRIVE ReT 4 poup,




FERNCO SERVICES INC.
508-336-3222 ; :

’

‘' DATE 7-2 - /6 _ C mas_ 1D A -
STATION 7/,/\/0 USTRIAL / ALE
LOCATED ToruSron

SERVICE CHECK LIST ~ St

1. PUMPS CONDITION L g
-7 g
PUMP #1 - AMPS PUMP #2 - AMPS
_ 2+ Bl 2N vid
Z 37
VOLTAGE 227 3 vourage  __ 37
GLANDS | , Glanos ]
PACKING PACKING  ____ 1
LUBE UNIT LUBEUNT ___ |
TEST VALVES TEST VALVES ____|
2. MOTOR CONTROL CENTER /
HOUR METERS PUMP #1 /s// 4 PUMP #2 ,/x/,f:
RUN LIGHTS oK ALARM TEST O
s
MANUAL TEST oK AUTOTEST K
GENERATOR TEST_,@’L OILLEVEL ___u ANTI-FREEZE __¢
FUEL 0 BATTERY » HOUR METER

BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES

LEAD PUMP ON ij: OFF_) LAGON ]  ofFF_]1 =
N I

BOTH PUMPS O OFF__|  AARMON_| __  oFf_ |
3. WET WELL ‘ _
GREASE BUILD-UP ___£ FLOATS __ OK DEBRIS _ £ /774
NEEDS CLEANING A0 NEEDS ENZYMES ] )
ENZYME PUMP | HYPOPUMP NEEDS HYPO |
CL- READING ' pH READING ’
FLOW METER READINGS
) CURRENT
/ PREVIOUS
! DIFFERENCE
4. COMPRESSORS
OIL LEVEL ] GAUGE READING :
BLEED SYSTEM | PURGE SYSTEM )
RELIEF VALVE LUBE |
COMP #1 AMPS oN__]| oFr __|
COMP #2 AMPS oN___ oFf |
5. BUILDING }
LIGHTS ) SUMP PUMP HEATER
. DEHUMIDIFIER NEEDS CLEANING PAINTING

I v

6. SPECIAL’QINOTES

;

CUSTOMER SIGNATURE:

4

K.ﬁ.;‘

37




FERNCO SERVICES INC.

70601

508-336-3222
DATE 7-8-/¢6 wmiaLs ¢ ) ‘,/l/ :
STATION T NOUSTRIAL Z.o;@

LOCATED T 0t STol

SERVICE CHECK LIST

1. PUMPS CONDITION

e |

PUMP #1 ;}AMPS

_77

i

VOLTAGE

GLANDS

ays ¥
)

PACKING

J

LUBE UNIT

TEST VALVES

/
[

2. MOTOR CONTROL CENTER

HOUR METERS PUMP #1 Wi
A

RUN LIGHTS )/

MANUAL TEST /4

PUMP§2 - AMPS
T

VOLTAGE
GLANDS
PACKING
LUBE UNIT
TEST VALVES

PUMP #2 .4 L

ALARMTEST ___ Q&

AUTO TEST <L

ANTI-FREEZE =

GENERATORTEST /0 OILLEVEL ___.

FUEL i

BUBBLETROL SYSTEM SIMULATION

OFF__1 _ LAGON
OFF L ALARMON

GREASEBUILD-UP___AUJ ___ FLoATS

LEAD PUMPON |
BOTH PUMPS ON

3. WET WELL

NEEDS CLEANING

BATTERY

HOUR METER

- GAUGE IN INCHES

OFF
OFF .-~

ENZYME PUMP

2O
/1

CL-2 READING

OI< DEBRIS _ £ 2 7745
NEEDS ENZYMES
HYPO PUMP i NEEDS HYPO }
pH READING !

FLOW METER READINGS

\

CURRENT

PREVIOUS

DIFFERENCE

4. COMPRESSORS

OIL LEVEL GAUGE READING
BLEED SYSTEM PURGE SYSTEM
RELIEF VALVE LUBE
COMP #1 AMPS ON OFF
COMP #2 AMPS ON OFF

5. BUILDING {
LIGHTS ] SUMP PUMP HEATER
DEHUMIDIFIER f NEEDS CLEANING PAINTING

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




FERNCO SERVICES INC.

508-336-3222

70653

DATE 2-16-18 INITIALS_O_HEZ :
STATION L wnusaeipr L.
LOCATED ;J aHNSTOZ)

1. PUMPS CONDITION

PUMP #1 g-! g
2AMPS . PUMP #2 - AMPS
g 5 7 27 &5
VOLTAGE 239 ¥ VOLTAGE _QB_?_?J
GLANDS | GLANDS
PACKING / PACKING
LUBE UNIT / LUBE UNIT
TEST VALVES ! TEST VALVES
2. MOTOR CONTROL CENTE
HOUR METERS PUMP #1__A/ /A PUMP #2 ///6
RUN LIGHTS or ALARM TEST oL
MANUAL TEST K AUTO TEST D
GENERATOR TEST _#L OILLEVEL ANTI-FREEZE _»
FUEL 5 BATTERY : HOUR METER _~

SERVICE CHECK LIST

BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES

LEAD PUMP ON 1

BOTH PUMPS OI\I

3. WET WELL

OFF

LAG ON OFF )

GREASEBUILD-UP____#O _ Floats 0K DEBRIS _/ 1 7T4L"
NEEDS CLEANING £/0 NEEDS ENZYMES ] /
ENZYME PUMP [ HyPoPUMP NEEDS wao
CL-2 READING [ pH READING
FLOW METER READINGS
] CURRENT
| PREVIOUS
| DIFFERENCE
4. COMPRESSORS
OIL LEVEL GAUGE HEADING
BLEED SYSTEM PURGE §YSTEM
RELIEF VALVE LUBE
COMP #1 AMPS ON OFF
COMP #2 AMPS ON OFF

5. BUILDING
LIGHTS

DEHUMIDIFIER

6. SPECIAL NOTES

CUSTOMER SIGNATURE:

SUMP PUMP
NEEDS CLEANING ___|

“L HEATER ’

_ PAINTINGI

v




FERNCO SERVICES INC.
508-336-3222

owre ___7-23 -s6 wmias_£2 4/ -

STATION T OUSTIRIA ). Lo re

70687

LOCATED - OHNINSTOX

SERVICE CHECK LIST

1. PUMPS CONDITION o ¢ =y
PUMP #1 - AMPS o PUMP #2 - AMPS :
o 2.7 77 5.2
VOLTAGE 229 3/ VOLTAGE _Q?LL;/
GLANDS / . GLANDS
PACKING / PACKING
LUBE UNIT / LUBE UNIT
TEST VALVES [ TEST VALVES
2. MOTOR CONTROL CENTER
HOUR METERS PUMP#1___ A//4 PUMP #2 1l L
Fé
RUN LIGHTS OF ALARMTEST ___ 0/
MANUAL TEST A AUTO TEST
GENERATOR TEST OIL LEVEL " ANTI-FREEZE ___ v
FUEL " BATTERY , HOUR METER ___"

BUBBLETROL SYSTEM SIMULATION GAUGE IN INCHES
LEAD PUMP ON LAG ON OFF

3. WET WELL .
GREASEBUILD-UP A0  FLOATS K DEBRIS _£L 1 77L4L

NEEDS CLEANING ,//O NEEDS ENZYMES )__
ENZYME PUMP ] HYPOPUMP |  NEEDSHYPO !
CL-> READING pH READING
FLOW METER READINGS

) CURRENT

| PREVIOUS

/ DIFFERENCE

4. COMPRESSORS

OIL LEVEL ) GAUGE READING \
BLEED SYSTEM / PURGE SYSTEM
RELIEF VALVE ’ LUBE
COMP #1 AMPS ON OFF __|
COMP #2 AMPS oN__| OFF f

5. BUILDING \
LIGHTS SUMP PUMP HEATER L
DEHUMIDIFIER NEEDS CLEANING PAINTINGE

.

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




FERNCO SERVICES INC.

70733

508-336-3222 |
oare T =30-/6 NmiaLs [ ;/\/ :
STATION LW OISTFRINL.  fans

LOCATED JoANSTOR)

SERVICE CHECK LIST

1. PUMPS CONDITION 2! 2.2
PUMP #1 - AMPS - PUMP_#2 AMPS
: & S &~
VOLTAGE D37 % VOLTAGE _9_37_2 o
GLANDS | GLANDS
PACKING [ PACKING
LUBE UNIT / LUBE UNIT
TEST VALVES I TEST VALVES
2. MOTOR CONTROL CENTE
HOUR METERS PUMP #1 A/ PUMP #2 ,K/A«
RUN LIGHTS oY 4 ALARM TEST
MANUAL TEST Ok AUTO TEST <
GENERATOR TEST % OILLEVEL ___ ANTI-FREEZE ___u
FUEL BATTERY ) HOUR METER __*

BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES

LEAD PUMP ON OFF
BOTH PUMPS ON OFF
3. WET WELL

GREASE BUILD-UP
NEEDS CLEANING

FLOATS

HO
ENZYME PUMP
CL-2 READING

FLOW METER READINGS

NEEDS ENZYME? ]
HYPO PUMP ! NEEDS HYP?‘
[

LAG ON
ALARM ON

o)<

DEBRIS _L 2 TTLE

pH READING

CURRENT

DIFFERENCE

4. COMPRESSORS

/
,l PREVIOUS
!

OIL LEVEL / GAUGE READING }
BLEED SYSTEM / PURGH SYSTEM |
RELIEF VALVE | LUBE ’
COMP #1 AMPS f on_|_ oFf __|
COMP #2 AMPS on_! OFF ’/

5. BUILDING
LIGHTS ]
DEHUMIDIFIER ’

6. SPECIAL NOTES

CUSTOMER SIGNATURE:

SUMP PUMP
NEEDS CLEANING

HEATER

PAINTING




FERNCO SERVICES INC.

638730

508-336-3222

DATE TF-2 -/ INTIALS £ ;/\/ .
STATION Jewnrirer,. Dnr.

LOCATED T oMM $02)

SERVICE CHECK LIST

1. PUMPS CONDITION

PUMP #1 - AMPS ___ ZZSOIRTED

v
PUMP #2 - AMPS iz

/7.°

VOLTAGE 237 '/5 VOLTAGE _&?LUX
GLANDS ] GLANDS
PACKING PACKING
LUBE UNIT / LUBE UNIT
TEST VALVES TEST VALVES
2. MOTOR CONTROL CENTER
HOUR METERS PUMP #1___/ /4 pump 2 4/
RUN LIGHTS ot ALARMTEST ____ QK
MANUAL TEST 924 AUTO TEST
GENERATOR TEST Lo OIL LEVEL S ANTI-FREEZE ___+"
FUEL . BATTERY . HOUR METER

BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES

LEAD PUMP ON OFF

3. WET WELL

LAG ON OFF

GREASE BUILD-UPM FLOATS K DEBRIS Y Q7%=
NEEDS CLEANING 4/0 NEEDS ENZYMES _}. ]
ENZYME PUMP HYPO PUMP NEEDS HYPO /
CL-2 READING pH READING
FLOW METER READINGS
} CURRENT
/ PREVIOUS
L DIFFERENCE
4. COMPRESSORS
OIL LEVEL | GAUGE READING
BLEED SYSTEM / PURGE SYSTEM )
RELIEF VALVE f Luse | |
COMP #1 AMPS ON ! oFF _|
COMP #2 AMPS ON oFf |
5. BUILDING }
LIGHTS o2& SUMP PUMP _)_ HEATER
DEHUMIDIFIER (P NEEDS CLEANING ___| ___ PAINTING

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




FERNCO SERVICES INC.

508-336-3222 70599
DATE 7-8/¢ NnimiALs €D /1/ ; -

STATION Tyt FER. O s

LOCATED T ol STy

SERVICE CHECK LIST

1. PUMPS CONDITION J
PUMP #1 - AMPS FOUYNED PUMP #2 - AMPS 17
/7.5
VOLTAGE 237 7 VOLTAGE M
GLANDS / GLANDS
PACKING / PACKING
LUBE UNIT / LUBE UNIT
TEST VALVES TEST VALVES
2. MOTOR CONTROL CENTI;R
HOUR METERS PUMP #1 A PUMP #2 ; /A
RUN LIGHTS o ALARM TEST OL”
MANUAL TEST K, AUTO TEST e
GENERATOR TEST 4@_ OIL LEVEL ' ANTI-FREEZE
FUEL - BATTERY - HOUR METER
BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES
LEAD PUMP ON OFF LAGON ___, _  OFF t
BOTH PUMPS on\C{i OFF ALARMON | OFF
3. WET WELL
GREASE BUILD-UP __Soh & FLOATS oK DEBRIS __ S0 2725
NEEDS CLEANING /0 NEEDS ENZYMES 3 /
ENZYME PUMP | HYPO PUMP NEEDS HYP(;’)
CL-2 READING , pH READING
FLOW METER READINGS
| CURRENT
[ PREVIOUS
( DIFFERENCE
4. COMPRESSORS
OIL LEVEL ) GAUGE READING .
BLEED SYSTEM / PURGE S;STEM !
RELIEF VALVE [ LUBE /
COMP #1 AMPS / ON___| oFf__|
COMP #2 AMPS [ ON OFF ,I
5. BUILDING /
LIGHTS oK SUMP PUMP HEATER
DEHUMIDIFIER l/ NEEDS CLEANING PAINTING

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




FERNCO SERVICES INC.

508-336-3222
DATE 7-/6-/6 INITIALS (’)—/l/-
STATION JeuNimzr  (r .

70651

LOCATED T oxnsrol

SERVICE CHECK LIST

1. PUMPS CONDITION s
PUMP #1-AMPS T30 JR7 0 PUMP #2 - AMPS 17 -
12:Y
VOLTAGE 2PRg V¥ VOLTAGE _&Z_QZ/
GLANDS ] . GLANDS
PACKING [ PACKING
LUBE UNIT [ LUBE UNIT
TEST VALVES / TEST VALVES
2. MOTOR CONTROL CENTE
HOUR METERS PUMP #1 1/ PUMP #2 ///o
RUN LIGHTS oK ALARMTEST ___ ¥~
MANUAL TEST Ok, AUTO TEST
GENERATOR TEST ﬁdé_ OILLEVEL ___» ANTI-FREEZE __u
FUEL o BATTERY ' HOUR METER

BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES

BOTH PUMPS ON OFF ALARM ON — OFF

3. WET WELL /%
GREASE BUILD-UP _£ 2 7T2E ploars Lt emed 0 EBRIS __$2 722/~
)

NEEDS CLEANING V7AY NEEDS ENZYMES _
ENZYME PUMP / HYPO PUMP NEEDS HYPO
CL-2 READING [ pH READING /
FLOW METER READINGS
) CURRENT
[ PREVIOUS
! DIFFERENCE
4. COMPRESSORS
OIL LEVEL ) GAUGE READING
BLEED SYSTEM PURGE SYSTEM ]
RELIEF VALVE LUBE
COMP #1 AMPS [ ON + OFF
COMP #2 AMPS ' ON_!  oFfF
5. BUILDING
LIGHTS QK SUMP PUMP HEATER
DEHUMIDIFIER " NEEDS CLEANING PAINTING

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




FERNCO SERVICES INC.
508-336-3222 7 0 6 8 D

DATE 7-83-4 s LD A/ -
STATION JENIFER (DR .
LOCATED ) ONNSTOL

SERVICE CHECK LIST
1. PUMPS CONDITION

PUMP #1 - AMPS __ZS0 AT D PUMP #2 - AMPS 12
/&1
VOLTAGE - 222 P VOLTAGE 27 7
GLANDS ! - GLANDS
PACKING i PACKING
LUBE UNIT If LUBE UNIT
TEST VALVES TEST VALVES
2. MOTOR CONTROL CENTE
HOUR METERS PUMP #1 Mfe PUMP #2 /-//4
RUN LIGHTS o) d ALARM TEST o<
MANUAL TEST o AUTO TEST <
GENERATOR TEST _,gé_ OlL LEVEL b ANTI-FREEZE ___u
FUEL 9 BATTERY " HOUR METER '

BUBBLETROL SYSTEM SIMULATION GAUGE IN INCHES
LEAD PUMP ON LAG ON
BOTH PUMPS O ALARM ON

3. WET WELL

GREASE BUILD-UP __S2 7226 FLOATS ___(OK DEBRIS _ S22~
NEEDS CLEANING A0 NEEDS ENZYMES | /
ENZYME PUMP ] HYPO PUMP _____ NEEDS HYP){J
CL-2 READING [ pH READING
FLOW METER READINGS
] CURRENT
[ PREVIOUS
l DIFFERENCE
4. COMPRESSORS
OlL LEVEL / GAUGE READING
BLEED SYSTEM / PURGE SYSTEM
RELIEF VALVE I LUBE
COMP #1 AMPS I ON OFF !
COMP #2 AMPS ! ON OFF
5. BUILDING
LIGHTS oK SUMP PUMP _ﬁaL_ HEATER __ Wbk
DEHUMIDIFIER /x,/é NEEDS CLEANING __{/d _ PAINTING ___A/2

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




FERNCO SERVICES INC.

508-336-3222

70731

DATE 7- 20 -/-5 wimaLs__ g2 //
STATION EM)V/ ree .
LOCATED 36/»’/\/ WASTY,
SERVICE CHECK LIST
1. PUMPS CONDITION 5
PUMP #1 - AMPS ___ -ZSOLA720 PUMP #2 - AMPS 1S
/&<
1
VOLTAGE 237 & voraee 227 "
GLANDS ] GLANDS
PACKING ! PACKING
LUBE UNIT | LUBE UNIT
TEST VALVES / TEST VALVES
2. MOTOR CONTROL CENTE /
HOUR METERS PUMP #1 WY/ PUMP #2 /z/ A
RUN LIGHTS ALARM TEST oL
MANUAL TEST o4 AUTO TEST <
GENERATOR TEST OIL LEVEL u ANTI-FREEZE __»
FUEL ik BATTERY ! HOUR METER

BUBBLETROL SYSTEM SIMULATION GAUGE IN INCHES

LEAD PUMP ON LAG ON OFF
BOTH PUMPS Of\:t i ALARM ON FF t
3. WET WELL
GREASE BUILD-UP&L’)L FLOATS oK DEBRIS _Su e
NEEDS CLEANING A/f? NEEDS ENZYMES
ENZYME PUMP HYPO PUMP . NEEDS HYPO ,
CL-2 READING pH READING
FLOW METER READINGS
CURRENT
PREVIOUS
DIFFERENCE
4. COMPRESSORS
OIL LEVEL I GAUGE READING
BLEED SYSTEM ’ PURGE SYSTEM
RELIEF VALVE , LUBE
COMP #1 AMPS | ON OFF
COMP #2 AMPS , ON OFF ,I
5. BUILDING }
LIGHTS 0/« SUMP PUMP HEATER
DEHUMIDIFIER ) NEEDS CLEANING PAINTING

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




e
PNy

FERNCO SERVICES INC.
508-336-3222 6 9 7 8 2

. DATE 7-2-/6 INITIALS D;/\/ .
STATION W DICCA N ///7/2..4 70,
LOCATED T opn ero)

L EFZ SERVICE CHECK LIST /&

1: PUMPS CONDITION 2 y
0. &.
PUMP #1 AAMPS / PUMP #2 - AMPS
/. (0.7 6.3 £.5
voutage 242 ¥ VOLTAGE _%/Q_/
GLANDS " | . GLANDS
PACKING [ PACKING
LUBE UNIT L LUBE UNIT
TEST VALVES TEST VALVES
2. MOTOR CONTROL CENTER
HOUR METERS PUMP #1__ Y5 9. 76 PUMP #2__ 3657 » / o4
RUN LIGHTS o) ALARMTEST ___ G
MANUAL TEST oK AUTO TEST
GENERATOR TEST __,4L OILLEVEL ___+ ANTI-FREEZE ___»
. FUEL 3 BATTERY ___° HOUR METER __~

BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES
LEAD PUMP ON i OFF LAG ON OFF _J
BOTH PUMPS ON ___| OFF:E ALARM ON oFfF !

3. WET WELL

GREASE BUILD-UPﬁ&_ FLOATS NK DEBRIS ___ Y&
NEEDS CLEANING Yes NEEDS ENZYMES ]
ENZYME PUMP HYPO PUMP NEEDS HYP
CL-2 READING pH READING
FLOW METER READINGS
i CURRENT
/ PREVIOUS
! DIFFERENCE
4. COMPRESSORS
OIL LEVEL | GAUGE READING
BLEED SYSTEM f PURGE SYSTEM
RELIEF VALVE LUBE l
COMP #1 AMPS ON OFF
COMP #2 AMPS ON OFF
5. BUILDING
LIGHTS SUMP PUMP HEATER
DEHUMIDIFIER NEEDS CLEANING PAINTING
6. SPECIAL NOTES .o

CUSTOMER SIGNATURE:




'FERNCO SERVICES INC.
508-336-3222 7 0 6 D 2

DATE ? - ?“/é INITIALS_O :/\/ .

STATION W QILTAN M /2 ’Q& :
LOCATED Jc ONNMSTON

L P2  SERVICE CHECK LIST LA4
1. PUMPS CONDITION o g
PUMP #1 - %MPS 10 - PUMP #e- AMPS 5‘;
/0 )2 6. 6.°
4

VOLTAGE 2473 ¥ VOLTAGE il

GLANDS | . GLANDS

PACKING / PACKING

LUBE UNIT / LUBE UNIT

TEST VALVES [ TEST VALVES

2. MOTOR CONTROL CENTER 4
HOUR METERS PUMP #1_ 3 ¥ S5, v

PuvP e 3657, 1

RUN LIGHTS oY ALARMTEST ___ OK
MANUAL TEST 2K AUTO TEST 2
GENERATORTEST ___#/7 ___ OILLEVEL ___ ANTI-FREEZE __»
FUEL " BATTERY ___~ HOUR METER

BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES

LEAD PUMP ON j: OFF_] - LAGON ﬂ: OFF _/—
N L

BOTH PUMPS.O OFF ]  ALARMON OFF

3. WET WELL
GREASE BUILD-UP_,Lo{_ FLOATS o pesRis _ YES
!

NEEDS CLEANING ___ /&5 NEEDS ENZYMES )

ENZYME PUMP HYPOPUMP______ | NEEDS HYP(#

CL-2 READING pH READING

FLOW METER READINGS
CURRENT
PREVIOUS
DIFFERENCE

4. COMPRESSORS

OIL LEVEL GAUGE READING

BLEED SYSTEM PURGE SYSTEM

RELIEF VALVE LUBE

COMP #1 AMPS ON__J OFF

COMP #2 AMPS ON OFF

5. BUILDING
LIGHTS ) SUMP PUMP HEATER
DEHUMIDIFIER / NEEDS CLEANING PAINTING

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




FERNCO SERVICES INC.

CUSTOMER SIGNATURE:

508-336-3222 70660
DATE T-16- /% INITIALS J_Of/ :
STATION _ /470{&:/)}-1 /W/z'.c 2p.
LOCATED ] QAN STOR)
7 I SERVICE CHECK LIST / pr0
1. PUMPS CONDITION ‘ 4
PUMP #1-AMPS __A//7& X PUMP #2 - AMPS &
AR Loz ' €.9
VOLTAGE Y/ ¥ VOLTAGE _CQM
GLANDS GLANDS |
PACKING PACKING  ___|
LUBE UNIT LUBEUNIT ___ |
TEST VALVES TESTVAWVES |
2. MOTOR CONTROL CENTER
HOUR METERS PUMP #1 _234 O & 7 /5’3-69 PUMP #2 3560‘7 /‘6
RUN LIGHTS o’ ALARM TEST o/l
MANUAL TEST o) AUTO TEST 2
GENERATOR TEST OIL LEVEL L ANTI-FREEZE ___)
FUEL i BATTERY HOUR METER
BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES
LEAD PUMP ON ___ OFF__ | LAGON _| OFF _!,—
BOTHPUMPSON | OFF___|__ ALARMON 4 oFF '
3. WET WELL
GREASE BUILD-UP__//O _ FLOATS e DEBRIS \AES
NEEDS CLEANING SES NEEDS ENZYMES
ENZYME PUMP ) HYPO PUMP | NEEDS pro
CL-2 READING pH READING
FLOW METER READINGS
CURRENT
PREVIOUS
DIFFERENCE
4. COMPRESSORS
OIL LEVEL GAUGE READING
BLEED SYSTEM _ PURGE [SYSTEM
RELIEF VALVE LUBE
COMP #1 AMPS ON OFF
COMP #2 AMPS ON OFF
5. BUILDING
LIGHTS / SUMP PUMP HEATER
DEHUMIDIFIER f NEEDS CLEANING ___{ ___ PAINTING _ v
< 122 ’4 PP TRIBFEZ \WHEN L NPT py v =)
6. SPECIAL NOTES P70 BR/1é Arps DOV% COMNLLTOET pwss
LoME DI pa2 STAY . [NWVE B pop is [ ohp o




FERNCO SERVICES INC.

508-336-3222 70688
DATE 7-23-/48 wimaLs 2 A/ -
STATION /%QC’/MJ 2, I -
LOCATED NP/ 1R7.3N)
L E»2  SERVICE CHECK LIST L&
1. PUMPS CONDITION 3 )
PUMP #1; AMPS 9. PUMP #2 - AMPS G
9.3 G, £.2
2y
VOLTAGE 240 ¥ VOLTAGE  __ 24>
GLANDS / » GLANDS
PACKING / PACKING
LUBE UNIT [ LUBE UNIT
TEST VALVES [ TEST VALVES
2. MOTOR CONTROL CENTER z
0 o) 2 .
HOUR METERS PUMP #1__ 3C0 9. [ PUMP #2 NELE7: 4
RUN LIGHTS ALARM TEST
MANUAL TEST AUTO TEST
GENERATORTEST ___AZZ _ OIL LEVEL u ANTI-FREEZE b
FUEL N BATTERY : HOUR METER N

BUBBLETROL SYSTEM SIMULATION GAUGE IN INCHES
LEAD PUMP ON LAG ON OFF
BOTH PUMPS O ALARM ON OFF

3. WET WELL

GREASEBUILD-UP________ FLOATS DEBRIS
NEEDS CLEANING NEEDS ENZYMES _y )
ENZYME PUMP ] HYPO PUMP “bL NEEDS HYPO |
CL-2 READING [ pH READING !
FLOW METER READINGS -
: ] CURRENT
| PREVIOUS
! DIFFERENCE

4. COMPRESSORS

OIL LEVEL / GAUGE READING

BLEED SYSTEM l PURGE SYSTEM ]

RELIEF VALVE I LUBE

COMP #1 AMPS ' ON OFF I

COMP #2 AMPS ON l OFF !’
5. BUILDING

LIGHTS ) SUMP PUMP HEATER ]

DEHUMIDIFIER / NEEDS CLEANING PAINTIN

6. SPECIAL NOTES

CUSTOMER SIGNATURE:



FERNCO SERVICES INC.

10734

508-336-3222

DATE 7-20 ~/& INITIALS _f2D /J .
STATION /W QIZZAL) /77 124 (0.
LOCATED L“T/)HJJ Lrogd

X

1. PUMPS CONDITION

L2 SERVICE CHECK LIST £ &4 9

PUMP #1-AMPS __ /7767 PUNP #2.. AMPS P
ey 2_5 g, H N
/
VOLTAGE U > VOLTAGE 4%%
GLANDS / GLANDS  ___
PACKING / PACKING I
LUBE UNIT [ LUBE UNIT :’_____
TEST VALVES f TESTVALVES __'
2. MOTOR CONTROL CENTER, 2
HOUR METERS PUMP #1_22£%. /3. pUMP #2347 &
RUN LIGHTS o ALARM TEST <
MANUAL TEST a< AUTO TEST K
GENERATORTEST A4 OILLEVEL - ANTI-FREEZE ___°
FUEL v BATTERY HOUR METER ___
BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES
LEAD PUMP ON OFF LAG ON A.l___
BOTH PUMPS or\:j: OFF ALARM ON
3. WET WELL
GREASE BUILD- UP#L FLOATS oK. DEBRIS V&S
NEEDS CLEANING YES NEEDS ENZYMES ) /
ENZYME PUMP ] HYPO PUMP NEEDS HYP{)
CL-2 READING J pH READING
FLOW METER READINGS
] CURRENT
! PREVIOUS
I DIFFERENCE
4. COMPRESSORS
OIL LEVEL ] GAUGE,READING
BLEED SYSTEM / PURGE|SYSTEM
RELIEF VALVE LUBE
COMP #1 AMPS ON OFF
COMP #2 AMPS ON OFF
5. BUILDING g
LIGHTS . SUMP PUMP HEATER |
DEHUMIDIFIER NEEDS CLEANING PAINTING

ol

CUSTOMER SIGNATURE:

j’/\/ﬂvf /ggc?/\/'gw JTEN NG 2 gpo pFizom
6. SPECIAL NOTES “~£8£ S5 5% TO CeZ/2 2P
A RS DOWX A PAORE -

? _f_,) B PP V@ IO
rx79/1~/<1 2500 R0 N )G
(LS NEco ¢4a/amu&




FERNCO SERVICES INC.

508-336-3222

69788

DATE -3 - /6 nmaLs__ £ j/\/ :
STATION 087 cEpb Sz
LOCATED "TOnNSTON
SERVICE CHECK LIST
1. PUMPS CONDITION 2 &
PUMP #1 - AMPS A" pUMP #2- AMPS O
A 7 3 ¢
/
VOLTAGE 24/3 ¥ VOLTAGE 22 VY
GLANDS [ GLANDS
PACKING I PACKING
LUBE UNIT LUBE UNIT
TEST VALVES TEST VALVES
2. MOTOR CONTROL CENTER
HOUR METERS PUMP #1 VA b PUMP #2 /\Mﬂ
RUN LIGHTS o) ALARM TEST ] L
MANUAL TEST 2K AUTO TEST
GENERATOR TEST OILLEVEL ___+ ANTI-FREEZE ___*°
FUEL u BATTERY ___* HOUR METER
BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES
LEAD PUMP ON OFF__ 1 ILAGON _., __  OFF __
3. WET WELL '
GREASE BUILD-UP __SDYIE  FLoATS oK DEBRIS S0 177&
NEEDS CLEANING V0 NEEDS ENZYMES __{ /
ENZYME PUMP ] HYPO PUMP NEEDS HYPO /
CL-2 READING ! pH READING '
FLOW METER READINGS
/ CURRENT
PREVIOUS
! DIFFERENCE
4. COMPRESSORS
OIL LEVEL / GAUGE READING
BLEED SYSTEM _ / PURGIi[SYSTEM
RELIEF VALVE LUBE
COMP #1 AMPS ! ON __| OFF
COMP #2 AMPS ON OFF
5. BUILDING
LIGHTS / SUMP PUMP HEATER'l
DEHUMIDIFIER [ NEEDS CLEANING PAINTING

6. SPECIAL NOTES

<
e

CUSTOMER SIGNATURE:



FERNCO SERVICES INC.

70597

508-336-3222
DATE 7-2-/6 nimiacs 4 ;// :
STATION O L7 IEP) <7

LOCATED . T;)ﬁ’/JS" TION

SERVICE CHECK LIST

1. PUMPS CONDITION & <
PUMP #1 - AMPS ok PUMP #2 - AMPS Al
22-3 Qo+ /
VOLTAGE Y/ ’)j VOLTAGE _M
GLANDS GLANDS
PACKING PACKING
LUBE UNIT LUBEUNIT ___ |
TEST VALVES / TESTVALVES ___ |
2. MOTOR CONTROL CENTER
HOUR METERS PUMP #1 o PUMP #2 1{{4’
RUN LIGHTS 0/? ALARMTEST QK |+
MANUAL TEST AUTO TEST
GENERATOR TEST __L_ OIL LEVEL . ANTI-FREEZE __*
FUEL BATTERY ° HOUR METER
BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES
LEAD PUMP ON OFF LAG ON I
BOTH PUMPS om FF_.I_J: ALARM ON
3. WET WELL
GREASE BUILD-UP __S$& 22 FLOATS O DEBRIS __SYrE
NEEDS CLEANING AL NEEDS ENZYMES __{ 1
ENZYME PUMP ! HYPO PUMP NEEDS HYPO !
CL-2 READING l pH READING
FLOW METER READINGS
] CURRENT
[ PREVIOUS
DIFFERENCE

4. COMPRESSORS

OIL LEVEL ) GAUGE READING

BLEED SYSTEM PURGE SYSTEM )

RELIEF VALVE LUBET

COMP #1 AMPS ON OFF

COMP #2 AMPS ON OFF i
5. BUILDING

LIGHTS ] SUMP PUMP HEATER

DEHUMIDIFIER l’ NEEDS CLEANING PAINTING

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




'FERNCO SERVICES INC.
508-336-3222

DATE 7- / £-,8 . nTIALS D ;// i
STATION O QTE/Jb S7-

70649

LOCATED ;TO'MJ.S?O,(/

SERVICE CHECK LIST

1. PUMPS CONDITION z . /
PUMP #1 - AMPS 2. PUMP #2 - AMPS DY
2/ ./ Y. Y
VOLTAGE 292 ¥ VOLTAGE _M
GLANDS ] ‘ GLANDS
PACKING | PACKING
LUBE UNIT | LUBE UNIT
TEST VALVES l TEST VALVES
2. MOTOR CONTROL CENTER
HOUR METERS PUMP #1 lle PUMP #2 ____4//a
RUN LIGHTS (o) ALARM TEST 0) 4 i
MANUAL TEST K AUTO TEST
GENERATORTEST ____A/A___ OILLEVEL __. ANTI-FREEZE ___
FUEL o BATTERY - HOUR METER ___°

BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES

LEAD PUMP ON ___1_ OFF LAG ON OFF
BOTH PUMPS ON ALARMON OFF

3. WET WELL

GREASE BUILD-UPM FLOATS zaven () EBRIS g}omﬁ

NEEDS CLEANING 4/0 NEEDS ENZYMES __}
ENZYME PUMP {___ HYPOPUMP NEEDS HYPO |
CL-2 READING pH READING J
FLOW METER READINGS
] CURRENT
PREVIOUS
DIFFERENCE
4
4. COMPRESSORS
OIL LEVEL | GAUGE READING ,
BLEED SYSTEM f PURGE SYBTEM
RELIEF VALVE | LUBE
COMP #1 AMPS [ ON OFF
COMP #2 AMPS ! ON OFF
5. BUILDING \
LIGHTS 1 SUMP PUMP HEATER
DEHUMIDIFIER ,/ NEEDS CLEANING PAINTING

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




'FERNCO SERVICES INC.
508-336-3222 '

oare_ F-23 /5 INITIALS _d_ D JL/ ‘
STATION O Grzn 0 Sj 7.

70683

LOGATED T OWISFL)
SERVICE CHECK LIST

1. PUMPS CONDITION 9 <
PUMP #1 - AMPS 23, PUMP #2- AMPS ___ P
23.2 /.7
VOLTAGE 242 P VOLTAGE ___9__4_@__}{
GLANDS [ | GLANDS
PACKING [ PACKING
LUBE UNIT | LUBE UNIT
TEST VALVES [ TEsTvAWES 1
2. MOTOR CONTROL CENT
HOUR METERS PUMP #] A/ /4 pump #2 A /0
RUN LIGHTS 0K ALARM TEST QK
MANUAL TEST QL AUTO TEST 24
GENERATORTEST ___MA __ OILLEVEL ___» ANTI-FREEZE ___»
FUEL » BATTERY > HOUR METER _____

BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES

LEAD PUMP ON _[__ OFFi LAG ON OFF i
BOTH PUMPS ON OFF ALARM ON OFF
—

3. WET WELL

GREASE BUILD-UP_ngZL FLOATS _t 0/4 DEBRIS gm;ﬂz‘-‘

NEEDS CLEANING ,W NEEDS ENZYMES ___{
ENZYME PUMP ] HYPO PUMP NEEDS HYPO J
CL-2 READING ! pH READING
FLOW METER READINGS
] CURRENT
/ PREVIOUS
'I DIFFERENCE
4. COMPRESSORS

OIL LEVEL | GAUGE READING |
BLEED SYSTEM / PURGE SYSTEM ]’

RELIEF VALVE l LUBE
COMP #1 AMPS ON OFF _[_
COMP #2 AMPS ON OFF —

T~

LIGHTS

5. BUILDING
SUMP PUMP HEATER
NEEDS CLEANING PAINTING

—l——

DEHUMIDIFIER

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




FERNCO SERVICES INC.

508-336-3222

10729

DATE 9- 30-/6 miaLs {2 //
STATION OSrzwp  S7.
LOCATED Ja"/ﬂ-f 704/
SERVICE CHECK LIST
1. PUMPS CONDITION < vi
PUMP #1 - AMPS A& PUMP #2 - AMPS .5
a9 6 /. S
7
VOLTAGE 243 i VOLTAGE _M_@/
GLANDS / GLANDS
PACKING / PACKING
LUBE UNIT / LUBE UNIT
TEST VALVES [ TEST VALVES i
2. MOTOR CONTROL CENTE7
HOUR METERS PUMP #1 /4 PUMP #2 M/O
RUN LIGHTS ALARMTEST Q2 / 2
MANUAL TEST Oﬂ AUTO TEST
GENERATOR TEST —A———— OILLEVEL ¢ ANTI-FREEZE __¥
FUEL ) BATTERY HOUR METER
BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES
LEAD PUMP ON LAG ON OFF _1

3. WET WELL

GREASE BUILD-UP _SJQ&_
V%

NEEDS CLEANING

FLOATS QM_Q_/%EBRIS S? DI

NEEDS ENZYMES ]

ENZYME PUMP 1 HYPO PUMP | NEEDS HYPf)
CL-2 READING / pH READING
FLOW METER READINGS

) CURRENT

| PREVIOUS

/ DIFFERENCE

4. COMPRESSORS

OIL LEVEL [ GAUGE READING
BLEED SYSTEM PURGE ;YSTEM
RELIEF VALVE LUBE
COMP #1 AMPS ON OFF
COMP #2 AMPS oN__! OFF

5. BUILDING
LIGHTS /

DEHUMIDIFIER ,/

6. SPECIAL NOTES

CUSTOMER SIGNATURE:

SUMP PUMP HEATER
NEEDS CLEANING PAINTING




FERNCO SERVICES INC. ~
'508-336-3222 7 0 6 0 3
Vd

DATE T-8-/6 maLs '// -
STATION Q Crver s (2O,
LOCATED ) ‘OHN §R)

SERVICE CHECK LIST

1. PUMPS CONDITION 20 P
PUMP #1 - AMPS 33 PUMP #2 - AMPS %K.
S 7 2 s o
Z .
VOLTAGE &y K vomge & 0H%
GLANDS ) . GLANDS

PACKING / PACKING
LUBE UNIT ! LUBE UNIT q:
TEST VALVES TESTVALVES !

2. MOTOR CONTROL CENTERq
HOUR METERS PUMP#1_ & O ,

-7 PUMP a2 62 » 3

RUN LIGHTS Ok ALARM TEST 0~k
MANUAL TEST oK AUTO TEST oK
"‘GENERATORTEST ___42____ OIL LEVEL . ANTI-FREEZE ___
FUEL ' BATTERY ) HOUR METER
BUBBLETROL SYSTEM $/MULATION - GAUGE IN INCHES o
LEADPUMPON _ 5.  OFF_).-2 |AGON % _ OFF_2.

<Q
BOTHPUMPSON_S™°>  OFF_ 2> _ ALARMON_& ° ofFf__7+8
N z Q\J /? (Wele gl . ?

3. WET WELL

GREASEBUILD-UP__AMO  FLOATS DEBRIS _/ /77L&
NEEDS CLEANING FES NEEDS ENZYMES ]
ENZYME PUMP | HYPO PUMP | NEEDS HYPO __|

i

CL-2 READING ! pH READING /]

FLOW METER READINGS
/ CURRENT
/ PREVIOUS
‘1 DIFFERENCE

4. COMPRESSORS

OIL LEVEL ] GAUGE READING )
BLEED SYSTEM / PURGE %{STEM f

RELIEF VALVE [ LUBE |

COMP #1 AMPS / oN__| OFF /

COMP #2 AMPS ’/ ON / OFF .

5. BUILDING

LIGHTS QK SUMP PUMP __,AL HEATER oF~
DEHUMIDIFIER 44 NEEDS CLEANING __AZ ©_ PAINTING Ao

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




'FERNCO SERVICES INC. ~

508-336-3222 70645
DATE Z-75-7£ INTIALS __ €D ,‘// : . a
STATION Kecyeee 120 . Sraron ]

LOCATED ‘TOHN S7Oo/

SERVICE CHECK LIST

1. PUMPS CONDITION 20 30
PUMP #1 - AMPS &3 PUMP #2 - AMPS S7-
6/ 3° SE. 30
VOLTAGE &0 Hz VOLTAGE _62_)4_2
GLANDS / | GLANDS
PACKING / PACKING
LUBE UNIT ,/ LUBE UNIT
TEST VALVES TEST VALVES
2. MOTOR CONTROL CENTER o <
HOUR METERS PUMP #1_ &/, » 2 PUMP#2_ & & . '
RUN LIGHTS Ok ALARM TEST /
MANUAL TEST o) AUTO TEST !
GENERATORTEST __440  OIL LEVEL . ANTI-FREEZE
- FUEL ‘ - BATTERY ’ HOUR METER

BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES

2 s o

LEAD PUMP ON _L“; OFF_4-5  LAGON ST oFFR._

BOTH PUMPS ON _5"- oFF_2.°  aaRMon_£-° o _ 2.8
>

2 oN\w PEARMm g
3. WET WELL

GREASEBUILD-UP____~'O  FLOATS | DEBRIS L /7 T4E
NEEDS CLEANING No NEEDS ENZYME i |
ENZYME PUMP ) HYPO PUMP ———— NEEDS HYPd’
CL-2 READING pH READING
FLOW METER READINGS
! CURRENT
‘ PREVIOUS
DIFFERENCE
4. COMPRESSORS
OIL LEVEL 1 GAUGE READING ,
BLEED SYSTEM PURGE SYSTEM /
RELIEF VALVE Luse __/ /
COMP #1 AMPS ON / oFF |
COMP #2 AMPS ON / OFF (l
5. BUILDING _
LIGHTS 0K SUMP PUMP /£ HEATER oF 7"
DEHUMIDIFIER WY/, NEEDS CLEANING __A/D _ PAINTING /0

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




FERNCO SERVICES INC. -

508-336-3222 70680
DATE T-22-/4 imaLs (2 V// :
STATION Recyers 120 972}7’/be /

LOCATED ___ \TO,/-/uS’i‘o,d I
SERVICE CHECK LIST

1. PUMPS CONDITION 0
PUMP #1 - AMPS G/ 29 PUMP #2 - AMPS 55.°
50-9° s °°
VOLTAGE 60 He VOLTAGE _éLHz
GLANDS / - GLANDS
PACKING | PACKING
LUBE UNIT [ LUBE UNIT
TEST VALVES TEST VALVES
2. MOTOR CONTROL CENT c
HOUR METERS PUMP #1___&/: .3 PUMP #2 68, <€
RUN LIGHTS o¢ ALARM TEST /
MANUAL TEST oK AUTO TEST
GENERATORTEST ___//¥ ___ OILLEVEL j ANTI-FREEZE
FUEL . BATTERY HOUR METER

BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES '
- 7 - s =

LEADPUMPON 5.~ OFF_1.%  LAGON 5°-°_ oOFF_@-

BOTHPUMPSON_5.°  oFf_2.° _ ALARMON_S- ofF _72:¢

Lo -4
3. WET WELL .
GREASEBUILD-UP____A/D  FLOATS y _ DEBRIS _£/7T&&
NEEDS CLEANING Lo NEEDS ENZYMES] /
ENZYME PUMP ] HYPOPUMP |  NEEDS vacf
CL-2 READING pH READING
FLOW METER READINGS
CURRENT
PREVIOUS
DIFFERENCE
4. COMPRESSORS
OIL LEVEL ] GAUGE READING |
BLEED SYSTEM / PURGE SYSTEM /
RELIEF VALVE LUBE
COMP #1 AMPS oN__| OFF
COMP #2 AMPS ON { OFF
5. BUILDING
LIGHTS 0& SUMP PUMP _AA_ HEATER __OF
DEHUMIDIFIER /;/ NEEDS CLEANING _ &0 PAINTING __A%2

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




FERNCO SERVICES INC.

10726

'508-336-3222 T
DATE 7-30-/6 imiaLs £ K/ :
' . f=3
STATION Q ECYelE [CD Goron B/
LOCATED NN TOL
SERVICE CHECK LIST
1. PUMPS CONDITION <o
PUMP #1 - AMPS $2 PUMP #2 - AMPS I 4’
6.7 5%.9°
2 HZ
VOLTAGE 6o M VOLTAGE __ K0 "¢
GLANDS i . GLANDS
PACKING / PACKING
LUBE UNIT / LUBE UNIT
TEST VALVES / TEST VALVES
2. MOTOR CONTROL CENTE 2
HOUR METERS PUMP #1___ & /. % ¥ puMP#2 & T 4
RUN LIGHTS QK ALARM TEST /
MANUAL TEST 94 AUTO TEST
GENERATOR TEST _AA,’)__ OIL LEVEL " ANTI-FREEZE ___
FUEL BATTERY HOUR METER ___*

BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES o
LEAD PUMPON __S.2 OFF_/_ LAG ON __L OFF_2.
BOTHPUMPSON_5-°  ofr_2°  ALARMON_Z- ofF__2.€

L0
3. WET WELL .
GREASE BUILD-UP <o FLOATS i DEBRIS _ £ /77£&
NEEDS CLEANING ____A/0 NEEDS ENZYMEi '
ENZYME PUMP | HypoPUMP NEEDS HYPO
CL-2 READING ! pH READING
FLOW METER READINGS
j CURRENT
l PREVIOUS
! DIFFERENCE
4. COMPRESSORS
OIL LEVEL x GAUGE READING
BLEED SYSTEM f PURGE ?YSTEM
RELIEF VALVE I LUBE
COMP #1 AMPS / ON OFF
COMP #2 AMPS ! ON ! OFF
5. BUILDING
LIGHTS oK SUMPPUMP __jfe  HEATER 0P L
DEHUMIDIFIER /;% NEEDS CLEANING ___£/9 _ PAINTING AL

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




FERNCO SERVICES INC.
508-336-3222 : 69787
DATE 7-8 - /4 wimias__ <O ;/\/ : |

STATION G{ < LY LEat or .
LOCATED j O STON)

v SERVICE CHECK LIST
1. PUMPS CONDITION / P
PUMP #1 - AMPS /4 PUMP #2 - AMPS /4.
1228 /3.

7

VOLTAGE D5 /)2) VOLTAGE 4@%?/
GLANDS | = GLANDS  ____

PACKING / PACKING A
LUBE UNIT LUBE UNIT :}7
TEST VALVES TESTVALVES ___ |

2. MOTOR CONTROL CENTER - ¢ 2 °
HOURMETERS PUMP #1__ 0l ¢/. ~ /37  puwpse_25€3€. /9.°.

. RUNLIGHTS ok ALARMTEST ___ D&~

- MANUAL TEST K AUTO TEST <
GENERATOR TEST ﬁgL OILLEVEL ___y ANTI-FREEZE
FUEL 9 BATTERY ’ HOUR METER

BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES

LEAD PUMP ON OFF LAG ON OFF _’_
3. WET WELL

GREASE BUILD-UP __<5122- __ FLOATS 8/ peEBRIS _<Z 7 2225

NEEDS CLEANING W) NEEDS ENZYMES __|
ENZYME PUMP ] HYPO PUMP NEEDS HYP7(
CL-2 READING pH READING
FLOW METER READINGS

/ CURRENT

[ PREVIOUS

! DIFFERENCE

4. COMPRESSORS

OIL LEVEL ) GAUGE READING
BLEED SYSTEM / PURGE $YSTEM |
RELIEF VALVE LUBE /
COMP #1 AMPS _ ON oFF |
COMP #2 AMPS ON OFF !

5. BUILDING
LIGHTS
DEHUMIDIFIER

SUMP PUMP HEATER )
NEEDS CLEANING PAINTING

~—l

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




FERNCO SERVICES INC.
. ’508-336-3222

- DATE

-84 NnmiALs__{ D A/ :

STATION Q VLA 0/’\ .

10607

LOCATED ) OH A ST

SERVICE CHECK LIST

1. PUMPS CONDITION L %
PUMP #1 - AMPS /3 PUMP #2 - AMPS /5.
/3.7 4.6

VOLTAGE s ? VOLTAGE _Sﬁﬁ_”z
GLANDS 1 alaNDs ]
PACKING _ PACKING  ___
LUBE UNIT LUBEUNIT ___
TEST VALVES TEST VALVES

2. MOTOR CONTROL CENTER

3
HOUR METERS-PUMP #1_ D/ 612 5 pyupss DE6Y S /3

RUN LIGHTS Ok ALARM TEST QL

4 o
MANUAL TEST Z AUTO TEST <
GENERATOR TEST ﬁz;é_ OIL LEVEL b ANTI-FREEZE __*
FUEL A BATTERY ‘ HOUR METER

BUBBLETROL SYS_TEM SIMULATION - GAUGE IN INCHES

LEAD PUMP ON ' OFF LAG ON OFF

3. WET WELL

GREASE BUILD-UP _Shm”  FLOATS DL DEBRIS __Sa
NEEDS CLEANING A NEEDS ENZYMES /
ENZYME PUMP ] HYPO PUMP | NEEDS HYPO|
CL-2 READING - pH READING
FLOW METER READINGS
CURRENT
PREVIOUS
DIFFERENCE
4. COMPRESSORS
OIL LEVEL GAUGE READING )
BLEED SYSTEM / PURGE SYSTEM
RELIEF VALVE LUBE
COMP #1 AMPS oN__ | OFF
COMP #2 AMPS ~ ON ’ oF !
5. BUILDING
LIGHTS ] SUMP PUMP HEATER
DEHUMIDIFIER ,I NEEDS CLEANING PAINTIN

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




FERNCO SERVICES INC.

' 508-336-3222 70665
DATE 7-16- 6 nmiaLs £2 A ’
STATION 0@ IVER (D .

LOCATED I OAN ST
SERVICE CHECK LIST
1. PUMPS CONDITION 2 2
A -
PUMP #1 - AMPS /> PUMP #2 - AMPS [& 2" ~
23! /s !
ya V¥ V7
VOLTAGE =% VOLTAGE __Qi&_
__GLANDS / GLANDS
PACKING / PACKING
LUBE UNIT l LUBE UNIT
TEST VALVES TEST VALVES
2. MOTOR CONTROL CENTER ¢ 7
HOUR METERS PUMP #1_ 9/ 2 & /4/‘7 PUMP#2_REEE3 . /5’.(/
RUN LIGHTS 0 ALARM TEST o)d
MANUAL TEST Zad AUTO TEST =i
GENERATOR TEST OIL LEVEL A ANTI-FREEZE ___u
FUEL 0 BATTERY h HOUR METER __"!

BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES

~ LEAD PUMP ON _
BOTH PUMPS ON

3. WET WELL

OFF__L. LAG ON

. -
GREASE BUILD-UP _ £ , 7T4& FLOATS Q_-_ZAMLO/ DEBRIS __S2 n2d=

NEEDS CLEANING ALO

NEEDS ENZYMES /

ENZYME PUMP HYPO PUMP | NEEDS HYPO |
CL-2 READING pH READING | ’
FLOW METER READINGS /
| CURRENT
[ PREVIOUS
” DIFFERENCE
4. COMPRESSORS
OIL LEVEL ] GAUGE READING
BLEED SYSTEM | PURGE SYSTEM ]
RELIEF VALVE [ LUBE |
COMP #1 AMPS [ ON oFF _|
COMP #2 AMPS ON / OFF /
5. BUILDING }
LIGHTS / SUMP PUMP HEATER
DEHUMIDIFIER ( NEEDS CLEAW PAINTING

6. SPECIAL NOTES

CUSTOMER SIGNATURE:



remnnNwsyg DEHVI\;’ED llYL’.

508-336-3222 ' 70693
DATE 7-23-/8 inmaLs_d D ;/s/
STATION /2 Ve [N

LOCATED ) OHNSTON

SERVICE CHECK LIST
1. PUMPS CONDITION

PUMP #1 - AMPS /6 - PUMP #2 - AMPS (3~
/5.7 /3.7
VOLTAGE 240 1)2( VOLTAGE ____/Q)_ﬂ]}/
GLANDS [ GLANDS
PACKING / ) PACKING
LUBE UNIT [ LUBE UNIT
TEST VALVES { TEST VALVES
2. MOTOR CONTROL CENTER
HOUR METERS PUMP #1__ 2O/ ¥ q /3- 3 PUMP#2_ D €677~ ¢ /3. 7
RUN LIGHTS o)< ALARM TEST oL
MANUALTEST _____ X AUTO TEST I
GENERATOR TEST _,gL OILLEVEL ___ ANTI-FREEZE __u
FUEL 3 BATTERY ! HOUR METER

BUBBLETROL SYSTEM SIMULATION GAUGE IN INCHES
LEAD PUMP ON LAG ON

3. WET WELL

GREASE BUILD-UP __S% 2¢~ _ FLOATS Q& DEBRIS T »7¢”
NEEDS CLEANING %% NEEDS ENZYMES _|
ENZYME PUMP / HYPO PUMP NEEDS HYPO
CL-2 READING ‘ pH READING
FLOW METER READINGS
CURRENT
PREVIOUS
DIFFERENCE
4. COMPRESSORS
OIL LEVEL ] GAUGE READING
BLEED SYSTEM | PURGE SYSTEM )
RELIEF VALVE [ LUBE
COMP #1 AMPS | ON OFF _|
COMP #2 AMPS f ON OFF _|
5. BUILDING
LIGHTS / SUMP PUMP HEATER __J
DEHUMIDIFIER / NEEDS CLEANING PAINTING

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




~

FERNCO SERVICES ING. ,

70739

508-336-3222

DATE 7-30 +¢ INITIALS L :/1/ :
STATION Liver JOR.

LOCATED D_(_QH}J Sro) s

1. PUMPS CONDITION

S_FRVICE CHECK LIST

T -
PUMP #1 - AMPS /2 " PUMP #2 - AMPS /5
/Q v(/ - d / 5"9
A VOLTAGE 2y W VOLTAGE ﬂ{/_x)x '
- GLANDS ] - GLANDS
PACKING PACKING
LUBE UNIT | LUBE UNIT
e TEST VALVES ] TEST VALVES
2. MOTOR CONTROL CENTER .
HOUR METERS PUMP #1 _ 20203 s /3.6 Pump 2 D867 /. ? /3 9
RUN LIGHTS o)« ALARM TEST oL
MANUAL TEST K AUTO TEST oK
GENERATORTEST ___#/zs  OILLEVEL v ANTI-FREEZE __»
FUEL " BATTERY " HOUR METER "

BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES

LEAD PUMP ON

3. WET WELL

OFF LAG ON OFF ﬁ

GREASE BUILD-UP _S:,-_% FLOATS ) DEBRIS __ S0 mE
NEEDS CLEANING 9] NEEDS ENZYMES
ENZYME PUMP f HYPO PUMP NEEDS HYPO
CL-2 READING pH READING
FLOW METER READINGS
CURRENT
PREVIOUS
DIFFERENCE
4. COMPRESSORS
OIL LEVEL | GAUGE READING |
BLEED SYSTEM / PURGE SYSTEM ]
RELIEF VALVE [ LUBE I /
COMP #1 AMPS ’ ON oFF _|
COMP #2 AMPS ' ON / oFf _|
5. BUILDING J ) }
LIGHTS i ) SUMP PUMP HEATER
DEHUMIDIFIER ! 'NEEDS CLEANING PAINTING

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




- FERNCO SERVICES iNC. B -
508-336-3222 . 6 9 7 8 \.5
DATE 7-2-/6 NmiaLs ¢ ;/u/ '

STATION Q OFARY DQ .
LocATED ) OHN STOR

SERVICE CHECK LIST

1. PUMPS CONDITION 3
PUMP #1 - AMPS € -~ PUMP #2- AMPS & -7
: 2557, 2.3 =9
VOLTAGE 243 7 VOLTAGE __ 2293 ° '
GLANDS ) GLANDS t
PACKING PACKING
LUBE UNIT LUBE UNIT S
TEST VALVES TESTVAVES |
CaywrerR
2. MOTOR CONTROL CENTER, ouT -
HOUR METERS PUMP #1 __ D75 /ﬂ'/ pump#2_30/2.% ¢.<
RUN LIGHTS OK ALARMTEST ___ Q¥
MANUAL TEST z4 - AUTOTEST <
GENERATORTEST ____~~S  OILLEVEL ___QF ANTI.FREEZE ___ 24~

FUEL __ A/~ (n< BATTERY K HOUR METER _/.(
BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES

LEAD PUMP ON OFF LAGON __ 1 = OFF ﬁ
BOTH PUMPS Of\i OFF ALARM ON _P OFF

3. WET WELL'

GREASE BUILD-UP __Z 7 7T4€ FLOATS 0] DEBRIS __SS7 4204~
NEEDS CLEANING _____A/0 NEEDS ENZYMES /
ENZYME PUMP ] HYPO PUMP | NEEDS HYPO|
ClL-2 READING [ pH READING ___]
FLOW METER READINGS J

/ CURRENT

/ PREVIOUS

! DIFFERENCE

4. COMPRESSORS

OIL LEVEL ] GAUGE READING
BLEED SYSTEM ____ / PURGE SYSTEM Y
RELIEF VALVE LUBE /
COMP #1 AMPS ON OFF
COMP #2 AMPS on__| OFF

5. BUILDING
LIGHTS old SUMP PUMP __/_ HEATER ]
DEHUMIDIFIER | NEEDS CLEANING PAINTING

[ T

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




FERNCO SERVICES INC.

508-336-3222 70603
DATE g - E-~/4 inmiaLs // .
STATION Ko TARY x .
LOCATED ] QNN SO
SERVICE CHECK LIST
1. PUMPS CONDITION y s
’ PUMP #1,- AMPS 2 PUMP #2,- AMPS 2-
.0 2,8 4 Z .0
/4 ) 3
VOLTAGE 243 ;( VOLTAGE _?9_‘/_3_/)/
GLANDS ) GLANDS
PACKING PACKING
LUBE UNIT LUBE UNIT
TEST VALVES | TEST VALVES
2. MOTOR CONTROL CENTER, ¢ JuArcR g B
HOUR METERS PUMP #1_ 2&5%. & ouT PUMP#2 __3/16 > q-
RUN LIGHTS Vs )/ ALARM TEST Ok/
MANUAL TEST ol AUTO TEST 4
GENERATORTEST WS OILLEVEL Q4 anT-FREEZE _ 2K / 9g
FUEL M-fon g BATTERY ) HOUR METER ./ 33. 7! -/ ze,

BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES
LEAD PUMP ON 1 OFF LAG ON OFF

3. WET WELL

GREASE BUILD-UP __S% 724~  FLOATS ()% DEBRIS 5;7 228"

NEEDS CLEANING AL NEEDS ENZYMES _{
ENZYME PUMP [ HYPOPUMP ___ | NEEDS HYF{O
CL-2 READING ! pH READING
FLOW METER READINGS

/ CURRENT

| PREVIOUS

! DIFFERENCE

4. COMPRESSORS

OIL LEVEL ; GAUGE READING |
BLEED SYSTEM [ PURGE/SYSTEM ____|
RELIEF VALVE l LUBE |
COMP #1 AMPS [ ON OFF _|
COMP #2 AMPS l’ on _| oFF |
5. BUILDING
LIGHTS oL SUMP PUMP / HEATER ///ﬂ
DEHUMIDIFIER it NEEDS CLEANING__£/0 _ PAINTING 2/

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




FERNCO SERVICES INC.

508-336-3222 70661
DATE ?‘ /6 —/E wmaLs_ &) 1// '
STATION @ OQ7ALY [N,
LOCATED T pHNSTOX
SERVICE CHECK LIST
1. PUMPS CONDITION < ~
: PUMP #1 - AMPS 21 PUMP #2- AMPS ____/
)Y 30- ¢ 73 ¥
VOLTAGE 294 ]/3/ VOLTAGE M
GLANDS | : GLANDS
PACKING | PACKING
LUBE UNIT | LUBE UNIT
TEST VALVES / TEST VALVES
LOVMTER
2. MOTOR CONTROL CENTER Qo7 ~ 7
HOUR METERS PUMP #1__ 755", puMp#2_ 3722 ° S
RUN LIGHTS ot ALARMTEST ____O¢
MANUAL TEST DK AUTO TEST 9K
GENERATORTEST __ 5 OILLEVEL ___OK ANTI-FREEZE ___ O/< ___
FUEL ___N-£n5 i BATTERY 2K HOURMETER /83, 7° — /8%,

BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES
LEAD PUMP ON OFF LAG ON 5 OFF

3. WET WELL

GREASE BUILD-UP _£ /T 7£4£_ FLOATS oK DEBRIS __ D277
NEEDS CLEANING L0 NEEDS ENZYMES _{ !
ENZYME PUMP ) HYPOPUMP | NEEDS HYP(?
CL-2 READING J pH READING
FLOW METER READINGS

; CURRENT

/ PREVIOUS

‘ DIFFERENCE

4. COMPRESSORS

OIL LEVEL ] GAUGE READING
BLEED SYSTEM PURGE SYSTEM |
RELIEF VALVE LUBE _}
COMP #1 AMPS oN_ | OFF
COMP #2 AMPS ON ! OFF

5. BUILDING

LIGHTS oK SUMP PUMP M_ HEATER ,A/é

DEHUMIDIFIER /J,% NEEDS CLEANING <0 PAINTING __A2

6. SPECIAL NOTES

CUSTOMER SIGNATURE:



FERNCO SERVICES INC.

508-336-3222 - 70689
DATE 7- Q 3-4 wmas_ &0 AL -
STATION ___ é OTARY [

LOCATED ) OMNI ST N2)
SERVICE CHECK LIST

1. PUMPS CONDITION A P
: PUMP #1 - AMPS 30 PUMP #2-AMPS ___ & -
12 A7 2 2.°
VOLTAGE A3 i VOLTAGE g5 ¥
GLANDS I GLANDS
PACKING [ PACKING
LUBE UNIT [ LUBE UNIT
TEST VALVES | TEST VALVES
2. MOTOR CONTROL CENTER Cxir
. (o)}
HOUR METERS PUMP #1 __24S7. G e PUMPH#2__ 31Q 7. 7 g 7
RUN LIGHTS D& ALARM TEST oK
MANUAL TEST oK AUTO TEST K
GENERATORTEST ___ €S OILLEVEL Q& ANTI-FREEZE __ =<
FUEL ___NV -Cas BATTERY 2K HOUR METER /3 ¢ 0 & ~/59./3

BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES .
LEAD PUMP ON OFF LAG ON OFF t

3. WET WELL

GREASE BUILD-UP _£ 1 TTZ£" FLOATS QK DEBRIS _ 52 ¥
NEEDS CLEANING . % NEEDS ENZYMES
ENZYME PUMP / HYPO PUMP NEEDS HYPO/
CL-2 READING [ pH READING
FLOW METER READINGS
/ CURRENT
/ PREVIOUS
! DIFFERENCE
4. COMPRESSORS

OIL LEVEL ) GAUGE READING .
BLEED SYSTEM PURGE[SYSTEM ]
RELIEF VALVE LUBE
COMP #1 AMPS ON OFF
COMP #2 AMPS ON OFF

5. BUILDING _
LIGHTS oK SUMP PUMP HEATER )
DEHUMIDIFIER () NEEDS CLEANING PAINTING //

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




FERNCO SERVICES INC.

508-336-3222 7 0 7 3 b
DATE 9‘30 - /4 miaLs £ "/f/ :
STATION [Corsr Y e
LOCATED T s SO/
SERVICE CHECK LIST
1. PUMPS CONDITION z )
PUMP #1 - AMPS 07 PUMP #2 - AMPS 7
. AD.! 7. &7
17 32
VOLTAGE PYs VOLTAGE _ B85 °
GLANDS / | GLANDS /
PACKING | PACKING
LUBE UNIT / LUBE UNIT
TEST VALVES | TEST VALVES
CIONTER
2. MOTOR CONTROL CENTER ouT - z
HOUR METERS PUMP #1___ 2SS o puMP#2_ A/ 32. &
RUN LIGHTS Q& ALARM TEST Q&
MANUAL TEST Ok AUTO TEST
GENERATORTEST ___¥&5  QILLEVEL ¥ ANTI-FREEZE __ 9& =
FUEL A/~ (A S BATTERY K HOUR METER _/3%. ' ° ~/3¢/. &%

BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES
LEAD PUMP ON I OFF LAG ON OFF _7)__
BOTH PUMPS or\q: OFF ALARM ON OFF [

3. WET WELL

GREASE BUILD-UP __37_22’2& FLOATS QL DEBRIS __S.D 27045
]

NEEDS CLEANING MO NEEDS ENZYMES ;
ENZYME PUMP { HYPO PUMP NEEDS HYPC7'
CL-2 READING [ pH READING
FLOW METER READINGS
| CURRENT
! PREVIOUS
! DIFFERENCE
4. COMPRESSORS
OIL LEVEL / GAUGE READING
BLEED SYSTEM PURGE[SYSTEM |
RELIEF VALVE LUBE [
COMP #1 AMPS oN __| oFF |
COMP #2 AMPS ' oN _| OFF !
5. BUILDING >
LIGHTS 2 SUMP PUMP HEATER _ -
DEHUMIDIFIER NEEDS CLEANING PAINTING

Tt

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




"FERNCO SERVICES JNC.

508-336-3222
- 69780
DATE - -/ miacs /2 ;// .
)
STATION 55 LBeprncrr [a.
LOCATED j OHN L ST
SERVICE CHECK LIST
1. PUMPS CONDITION ~ ~
' PUMP #1 - AMPS }7- PUMP #2 - AMPS /Y.
’//; 'g /3 '7 Lg»g
) J
VOLTAGE 242 P VOLTAGE e
GLANDS GLANDS
PACKING PACKING  __ |
LUBE UNIT LUBEUNIT __ |
TEST VALVES ’ TESTVALVES ___|
2. MOTOR CONTROL CENT7
HOUR METERS PUMP #1 . PUMP #2 x//o
RUN LIGHTS 0K _ ALARM TEST QK
MANUAL TEST 0.8 AUTOTEST s
GENERATOR TEST _,A{/ﬁ__ OIL LEVEL . ANTI-FREEZE
FUEL . BATTERY . HOUR METER

BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES

LEAD PUMP ON OFF LAG ON | OFF _T/__
BOTH PUMPS orii OFF ALARMON_| — off_t
3. WET WELL
GREASE BUILD-UP _SZMe&  FLoATS < DEBRIS S5 2276
NEEDS CLEANING ____#/0 NEEDS ENZYMES | /
ENZYME PUMP HYPO PUMP NEEDS HYPO |
CL-2 READING pH READING {
FLOW METER READINGS
] CURRENT
PREVIOUS
DIFFERENCE

4. COMPRESSORS
OIL LEVEL

—

GAUGE READING

BLEED SYSTEM

PURGE SYSTEM

]

RELIEF VALVE LUBE
COMP #1 AMPS
COMP #2 AMPS OFF
5. BUILDING ,
LIGHTS SUMP PUMP HEATER
DEHUMIDIFIER ’ NEEDS CLEANING PAINTIN

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




FERNCO SERVICES INC.

508-336-3222

T- - 16

imacs_ () ;A/ .

DATE
STATION C\ -~ BRepnuErt PO
LOCATED ) OMHN ST

10606

SERVICE CHECK LIST

1. PUMPS CONDITION 7 &
PUMP #15 AMPS )2 - PUMP #2 - AMPS /€
2. IR /6.6
VOLTAGE 243 7 VOLTAGE 43 }j
GLANDS ; GLANDS
PACKING PACKING
LUBE UNIT LUBE UNIT I
TEST VALVES TESTVALVES |
2. MOTOR CONTROL CENTER
HOUR METERS PUMP #1____A//0 PUMP #2 ,l/é
RUN LIGHTS 04 ALARMTEST ____ K
MANUAL TEST KL AUTO TEST oL
GENERATORTEST 4/ OILLEVEL ___u ANTI-FREEZE ___>
FUEL > BATTERY ___ HOUR METER

BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES

LEAD PUMP ON _:'!: OFF:t
BOTH PUMPS ON OFF

3. WET WELL

LAG ON OFF ‘f__
ALARM ON oFF _!

GREASE BUILD-UP __ S22 FLOATS L DEBRIS __ Y0225
NEEDS CLEANING Y£S NEEDS ENZYMES )
ENZYME PUMP ; HYPO PUMP | NEEDS HYPO
CL-2 READING | pH READING ’
FLOW METER READINGS
) CURRENT
PREVIOUS
DIFFERENCE

4. COMPRESSORS

OIL LEVEL / GAUGE READING
BLEED SYSTEM I PURGE SYSTEM
RELIEF VALVE LUBE

COMP #1 AMPS ON OFF
COMP #2 AMPS ON OFF

5. BUILDING
LIGHTS )

SUMP PUMP

DEHUMIDIFIER ,

h{_ HEATER

NEEDS CLEANING ___|

6. SPECIAL NOTES

CUSTOMER SIGNATURE:

- PAINTIN




FERNCO SERVICES INC.

508-336-3222
DATE G- 14~ /4 NmiALs. LD A/ -
STATION . A ENNETT _[0R .

710664

LOCATED " OHNSTOL)

SERVICE CHECK LIST
1. PUMPS CONDITION < 2 4

PUMP #1 - AMP 17" -
' 1 s 1% PUMP £2 AMPS S
VOLTAGE 2949 V7 VOLTAGE _Qﬂ’j
GLANDS ! . GLANDS
PACKING | PACKING
LUBE UNIT | LUBE UNIT
TEST VALVES | TEST VALVES
2. MOTOR CONTROL CENTER | ‘
HOUR METERS PUMP #1_____A/ /e PUMP #2 /f/é
RUN LIGHTS QF ALARMTEST ___ Q&
MANUAL TEST 074 AUTO TEST 2K
GENERATORTEST ____4/4 ___ OIL LEVEL o ANTI-FREEZE ___
FUEL ~ ____ BATTERY s HOUR METER ___*

BUBBLETROL SYSTEM SIMULATION;- GAUGE IN INCHES
LEAD PUMP ON ! OFF LAG ON OFF
BOTH PUMPS Of\i OFF ALARM ON OFF

3. WET WELL

GREASE BUILD-UP _S’ama FLOATS K peEBRIS __ S 0295

NEEDS CLEANING As2 NEEDS ENZYMES )
ENZYME PUMP ] HYPOPUMP ____ | NEEDSHYPO l
CL-2 READING pH READING /
FLOW METER READINGS

] CURRENT

/ PREVIOUS

[ DIFFERENCE

4. COMPRESSORS

OIL LEVEL | GAUGE READING ,
BLEED SYSTEM PURGE SYSTEM {
RELIEF VALVE LUBE |
COMP #1 AMPS ON oFF __|
COMP #2 AMPS ON OFF __|

)

5. BUILDING
LIGHTS ) SUMP PUMP HEATER
DEHUMIDIFIER 1 NEEDS CLEANING PAINTING

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




FERNCO SERVICES INC.

70692

508-336-3222
DATE 7-33- /4 INITIALS__ £ ) / /
STATION gé Reuecry (20,
LOCATED J OHNSTON
SERVICE CHECK LIST
1. PUMPS CONDITION 7
g [ / 4/
PUMP #1 - AMPS / PUMP #2 - éMPS /-
/5' 5 4 7- g
5
VOLTAGE QAo VOLTAGE _M
GLANDS [ GLANDS
PACKING / PACKING
LUBE UNIT / LUBE UNIT
TEST VALVES / TEST VALVES
2. MOTOR CONTROL CENTER /
HOUR METERS PUMP #1___JV/, /¢ PUMP #2 //\/ /i
RUN LIGHTS o) 4 ALARMTEST ____ (&
MANUAL TEST < AUTO TEST L
GENERATOR TEST OILLEVEL ___» ANTI-FREEZE
FUEL i BATTERY : HOUR METER

BUBBLETROL SYSTEM SIMULATlON GAUGE IN INCHES
LEAD PUMP ON LAG ON
ALARM ON

BOTH PUMPS O

3. WET WELL

GREASE BUILD-UP __ 2 77 FLOATS QKL DEBRIS __ S5 #2745
NEEDS CLEANING WAL NEEDS ENZYMES )
ENZYME PUMP ] HYPO PUMP NEEDS HYPO !
CL-2 READING pH READING
FLOW METER READINGS
] CURRENT
PREVIOUS
DIFFERENCE

4. COMPRESSORS

OIL LEVEL GAUGE READING |
BLEED SYSTEM I PURGE SYSTEM

RELIEF VALVE LUBE

COMP #1 AMPS ON ! OFF
COMP #2 AMPS ON OFF

S. BUILDING
LIGHTS

DEHUMIDIFIER

6. SPECIAL NOTES

CUSTOMER SIGNATURE:

SUMP PUMP

NEEDS CLEANING __t

_‘L HEATER

PAINTIN




FERNCO SERVICES INC.

508-336-3222 7 0 7 3 8
DATE 7- 0 -6 INmALs_ /D ,'/‘\/ :
STATION S Lepuksr 1R,
LOCATED T A IHNSTON
SERVICE CHECK LIST
1. PUMPS CONDITION
3 Q /
PUMP #1 - AMPS 12 PUMP #2 AMPS /5
/7.° - /0 ¥Z
VOLTAGE 295 W VOLTAGE _M
GLANDS | : GLANDS
PACKING | PACKING
LUBE UNIT ! LUBE UNIT
TEST VALVES TEST VALVES
2. MOTOR CONTROL CENTE
HOUR METERS PUMP #1____A//4 PUMP #2 A Y
RUN LIGHTS (0]« ALARM TEST ___ %"
MANUAL TEST K AUTO TEST 9<
GENERATOR TEST ﬁééé_ OIL LEVEL . ANTI-FREEZE ___ u
FUEL g BATTERY : HOUR METER ___"

BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES
LEAD PUMP ON OFF LAG ON OFF
BOTH PUMPS OI\I OFF ALARM ON OFF
3. WET WELL .
GREASE BUILD-UP ___S2 22 FLOATS 22/ DEBRIS _}’77 V7.9

NEEDS CLEANING O NEEDS ENZYMES ]
ENZYME PUMP / HYPO PUMP NEEDS HYPq{
CL-» READING [ pH READING
FLOW METER READINGS
CURRENT
PREVIOUS
[ DIFFERENCE

4. COMPRESSORS

OIL LEVEL ] GAUGE READING |
BLEED SYSTEM / PURGE SYSTEM [
RELIEF VALVE | LUBE
COMP #1 AMPS ! ON OFF
COMP #2 AMPS ON OFF

5. BUILDING
LIGHTS ] SUMP PUMP HEATER
DEHUMIDIFIER / NEEDS CLEANING PAINTING |

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




"FERNCO SERVICES INC

508336322;'“ 69784
oae T8, ‘/ 4 nimiaLs_ LD //
STATION 57 PrRAZUE e .

LOCATED j QHI STOLS

SERVICE CHECK LIST
1. PUMPS CONDITION

PUMP #1 éMPS 17 PUMP #2 - AMPS /6
(2.5 _/B. /6.7
=t
VOLTAGE X% id VOLTAGE _&4’5’_@
GLANDS / GLANDS
PACKING / PACKING
LUBE UNIT / LUBE UNIT
TEST VALVES / TEST VALVES
2. MOTOR CONTROL CENTER , & »
HOUR METERS PUMP #1__ /60 (73 - pump#2_ / 20/9. /Y
RUN LIGHTS N Lo ALARM TEST o)at
MANUAL TEST Ny AUTO TEST K
GENERATORTEST ____ /4 OILLEVEL __ > ANTI-FREEZE
FUEL . BATTERY : . HOUR METER

BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES
LEAD PUMP ON ! OFF LAG ON
BOTH PUMPS OPI OFF ALARM ON

3. WET WELL -
GREASE BUILD-UP ___ Y& FLOATS oK DEBRIS __YZFS

NEEDS CLEANING S NEEDS ENZYMES | ]
ENZYME PUMP / HYPO PUMP NEEDS HYPO!
CL-2 READING [ pH READING J
FLOW METER READINGS
] CURRENT
/ PREVIOUS
! DIFFERENCE
4. COMPRESSORS

OIL LEVEL ] GAUGE READING
BLEED SYSTEM PURGE SYSTEM
RELIEF VALVE LUBE
COMP #1 AMPS ON orf __|
COMP #2 AMPS ON OFF /

5. BUILDING ‘

LIGHTS SUMP PUMP HEATER }

DEHUMIDIFIER ! NEEDS CLEANING PAINTING {
: |

6. SPECIAL NOTES

—

CUSTOMER SIGNATURE:




'FERNCO SERVICES INC

508-336-3222 70605
DATE 7-8-/6 wimias () :/x/ :
STATION yﬂf? e Crre .
LOCATED \‘T OHMN C5O2)
SERVICE CHECK LIST
1. PUMPS CONDITION >
PUMP #1 AMPS /7- PUMP #2 - AMPS 182
/7. /7.6 72.2 /8.8
2 2
VOLTAGE P43 -  VOLTAGE /
GLANDS / " GLANDS
PACKING | PACKING
LUBE UNIT / LUBE UNIT
TEST VALVES / TEST VALVES
2. MOTOR CONTROL CENTER 9 & 6
HOUR METERS PUMP#1__ J£0 &3, - pump 2/ 203 /2
RUN LIGHTS W ALARM TEST Ok
MANUAL TEST /M’ AUTO TEST o) d
GENERATORTEST __// % OILLEVEL ___ ANTI-FREEZE =
FUEL _ 8 BATTERY ’ HOUR METER

BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES

LEAD PUMP ON
BOTH PUMPS OF\I

3. WET WELL

OFF LAG ON OFF ‘/_i

GREASE BUILD-UP ___ & FLOATS O DEBRIS ___Y&=5

NEEDS CLEANING W NEEDS ENZYMES J ]

ENZYME PUMP HYPOPUMP |  NEEDSHYPQ

CL-2’READING pH READING

FLOW METER READINGS
CURRENT
PREVIOUS
DIFFERENCE

4. COMPRESSORS

OIL LEVEL / GAUGE READING

BLEED SYSTEM / PURGE ’ZYSTEM

RELIEF VALVE LUBE

COMP #1 AMPS ON OFF

COMP #2 AMPS on __| OFF

5. BUILDING
LIGHTS

DEHUMIDIFIER

6. SPECIAL NOTES

CUSTOMER SIGNATURE:

SUMP PUMP HEATE
NEEDS CLEANING PAINTI




FERNCO SERVICES INC.

710663

508-336-3222 ‘
DATE ?' /K‘(/g INITIALS O /(/
)
STATION N PrRAGUE C , 2 .
LOCATED J OHUSTO 2J
SERVICE CHECK LIST
1. PUMPS CONDITION 6 o
PUMP #1 - AMPS /6 - PUMP #2: AMPS /6
/2. /7.é 26 /7.3
6 /
VOLTAGE 243 3/ voutace Q%3 Y
GLANDS ] GLANDS
PACKING [ PACKING
LUBE UNIT ! LUBE UNIT
TEST VALVES I TEST VALVES

2. MOTOR CONTROL CENTER ¢ 7
HOUR METERS PUMP #1_ /60673 . -/ pump#2_[ 79570, /&
RUN LIGHTS Y ALARM TEST oL
MANUAL TEST W7/ - AUTO TEST oK
GENERATOR TEST ____A/s OIL LEVEL ) ANTI-FREEZE
FUEL L BATTERY \ HOUR METER ___~
BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES
LEAD PUMP ON OFF_]  LAGON __|  OFF
BOTH PUMPS or\:t OFF__| __ ALARMON__|  oOFF ::
3. WET WELL
GREASE BUILD-UP __Y&S  FLOATS KL DEBRIS ___ YZ=S
NEEDS CLEANING ___ <5 NEEDS ENZYMES '
ENZYME PUMP HYPO PUMP NEEDS HYPO
CL-> READING pH READING
FLOW METER READINGS
CURRENT
PREVIOUS
DIFFERENCE
4. COMPRESSORS
OIL LEVEL ) GAUGE READING
BLEED SYSTEM / PURGE SYSTEM
RELIEF VALVE / LUBE
COMP #1 AMPS ! ON OFF
COMP #2 AMPS ON OFF
5. BUILDING
LIGHTS ] SUMP PUMP HEATER _)
DEHUMIDIFIER [ NEEDS CLEANING PAINTING

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




"FERNCO SERVICES INC.

508-336-3222

70691

DATE ?-23-/6 , INITIALS 0’7/ -
STATION SeacyE C i r
LOCATED \_)_ OFISTON
SERVICE CHECK LIST
1. PUMPS CONDITION y ]
PUMP #1 - AMPS 16 PUMP #2 - AMPS 16 -
/7. /2.3 /8.9 [2.°
3
VOLTAGE ALY 3 VOLTAGE v
GLANDS ) GLANDS
PACKING / PACKING
LUBE UNIT / LUBE UNIT
TEST VALVES TEST VALVES

2. MOTOR CONTROL CENTER R
HOUR METERS PUMP #1__ /£ 063 ¢ }2/

Q 2
pumpi2_ / 706 <. /S

RUN LIGHTS ////e ALARM TEST QK

MANUAL TEST /// AUTO TEST a<L

GENERATOR TEST OILLEVEL ___ = ANTI-FREEZE ___t

FUEL BATTERY : HOUR METER

BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES

LEAD PUMP ON LAG ON

3. WET WELL

GREASE BUILD-UP____Y&S  FloaTs K DEBRIS ___ Y&S

NEEDS CLEANING YES NEEDS ENZYMES

ENZYME PUMP HYPO PUMP NEEDS HYPO

CL-2 READING pH READING

FLOW METER READINGS
CURRENT
PREVIOUS
DIFFERENCE

4. COMPRESSORS

OIL LEVEL GAUGE READING

BLEED SYSTEM PURGE SYSTEM ]

RELIEF VALVE LUBE

COMP #1 AMPS oN__ | oFF ‘}___‘

COMP #2 AMPS ’ on__| OFF

5. BUILDING
LIGHTS

DEHUMIDIFIER

6. SPECIAL NOTES

CUSTOMER SIGNATURE:

SUMP PUMP *_/;
NEEDS CLEANING

-

l

HEATER )

PAINTING




FERNCO SERVICES INC.

508-336-3222 ' 70737
DATE 7-20 WS nmas_ LD A /-
STATION \QPK('AG"UL‘." Crre .
LOCATED J O/ 2] CT2)
: SERVICE CHECK LIST
1. PUMPS CONDITION _ =2 /
PUMP #1 - AMPS /5. PUMP #2 - AMPS X
_/8.% /7.° /2. /2.7
VOLTAGE y3 VOLTAGE 37
GLANDS / " GLANDS
PACKING / PACKING
LUBE UNIT / LUBE UNIT
TEST VALVES TEST VALVES
2. MOTOR CONTROL CENTER
HOUR METERS PUMP #1_ /&9 63 -7 )2/ pumps2_ /) 20D F 7 /¥ 3
RUN LIGHTS N0 ALARM TEST V4
MANUAL TEST ,A//ﬂ AUTO TEST ok
GENERATOR TEST 0 OIL LEVEL J ANTI-FREEZE
FUEL r 7 BATTERY : HOUR METER ___"
BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES
LEAD PUMP ON oFf__ 1 1acoN OFF :]:
BOTH PUMPS OI\I off_/____ ALARM o¢ OFF
3. WET WELL
GREASE BUILD-UP Y/~ < FLOATS oK DEBRIS YES
NEEDS CLEANING N NEEDS ENZYMES __| /
ENZYME PUMP HYPO PUMP NEEDS HYPO __|
CL-2 READING pH READING /
FLOW METER READINGS /
CURRENT
PREVIOUS
' DIFFERENCE
4. COMPRESSORS
OlL LEVEL } GAUGE READING ,
BLEED SYSTEM | PURGI%YSTEM ]
RELIEF VALVE | LUBE |
COMP #1 AMPS / ON __| oFF __|
COMP #2 AMPS J ON OFF II
5. BUILDING )
LIGHTS ) SUMP PUMP HEATER
DEHUMIDIFIER NEEDS CLEANING PAINTING

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




"FERNCO SERVICES INC.
508-336-3222 » o 69784

DATE D-R = /L wmacs_ D L/ .
/—) . ST
STATION VIS (e
LOCATED ) OAUSTON
LEIC SERVICE CHECK LIST 44
1. PUMPS CONDITION 7 =
PUMP #1 - AMPS /4. PUMP #2 - AMPS /5.
/9. ¢ < F
VOLTAGE 2L i . VOLTAGE _M/
GLANDS ' GLANDS
PACKING PACKING
LUBE UNIT J LUBE UNIT
TEST VALVES ! TEST VALVES
2. MOTOR CONTROL CENTER -
HOUR METERS PUMP #1___ 9223, ¥ 67 puvpar__ S0 z
RUN LIGHTS 0F ALARM TEST O~
MANUAL TEST % AUTO TEST Y
GENERATOR TEST __74;4_ OILLEVEL ___« ANTI-FREEZE ___.,
FUEL BATTERY ___° HOUR METER __*

BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES
LEAD PUMP ON OFF LAGON 3y OFF t
BOTH PUMPS OJ OFF ALARMON _{_____  OFF

3. WET WELL

GREASE BUILD- UP__L_ FLOATS 0K DEBRIS __ X755

NEEDS CLEANING NEEDS ENZYMES )

ENZYME PUMP / HYPOPUMP | NEEDS HYRO

CL-2 READING [ pH READING

FLOW METER READINGS /
CURRENT
PREVIOUS
DIFFERENCE

4. COMPRESSORS

OILLEVEL / GAUGE READING )

BLEED SYSTEM [ ' - PURGE fYSTEM

RELIEF VALVE | LUBE

COMP #1 AMPS f on__| OFF _{

COMP #2 AMPS | oN __ OFF _
5. BUILDING

LIGHTS ) SUMP PUMP HEATE

DEHUMIDIFIER ! NEEDS CLEANING PAINTING

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




g
: 'wo.,

"FERNCO SERVICES INC.

508-336-3222 70604
DATE 9-&- /8 ! nmacs__f D /\/ )
e ] —- (4 [
STATION Shcan CrrR .
LOCATED 3 OHU ris pu
o '
LE SERVICE CHECK LIST /4
1. PUMPS.CONDITION YA 7
PUMP #1 - AMPS /6 : PUMP #2 - AMPS /e -
y7e 2
] )
VOLTAGE QAS50 7 ' VOLTAGE __ &0 7 7
GLANDS { ' GLANDS
PACKING [ PACKING
LUBE UNIT | * LUBE UNIT
TEST VALVES J TEST VALVES
2. MOTOR CONTROL CENTER 7 3 S
HOUR METERS PUMP #1__3°S 54 6" PUMP#2___57/0 - &~
RUN LIGHTS oL ALARM TEST OK{
MANUAL TEST s AUTO TEST 7
GENERATOR TEST _,@L OILLEVEL ___ » ANTI-FREEZE __»
FUEL - BATTERY ___ HOUR METER

BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES
LEAD PUMPON ____, OFF LAG ON

3. WET WELL

GREASE BUILD-UP __Y&.5  FLOATS oK DEBRIS Dty
NEEDS CLEANING YES NEEDS ENZYMES __|_ ]
ENZYME PUMP HYPO PUMP NEEDS HYPO |
CL-2 READING pH READING
FLOW METER READINGS

! CURRENT

[ PREVIOUS

’/ DIFFERENCE

4. COMPRESSORS

OIL LEVEL GAUGE READING
BLEED SYSTEM PURGE SYSTEM ]
RELIEF VALVE LUBE /
COMP #1 AMPS / ON oFF _|
COMP #2 AMPS | on__| OFfF _|

5. BUILDING }
LIGHTS ] SUMP PUMP HEATER
DEHUMIDIFIER ( NEEDS CLEANING PAINTING II

6. SPECIAL NOTES

CUSTOMER SIGNATURE:



~ta.

FERNCO SERVICES INC. :
508-336-3222 3

DATE ?‘/6 -/6 NmiaLs /) /\/

s [ 4

STATION SUsan ).

70662

LOCATED - Qh’z/f?"oﬂ

L% SERVICE CHECK LIST 4%
1. PUMPS CONDITION - &
Z
PUMP #1 - AMPS 16 - PUMP #2 - AMPS L
/&8 /575
J
VOLTAGE 242 7 . VOLTAGE DU/ b
GLANDS ’ GLANDS '
PACKING PACKING
LUBE UNIT LUBE UNIT
TEST VALVES ! TEST VALVES
2. MOTOR CONTROL CENTER °
HOUR METERS PUMP #1__ S 9 7. & = PUMP#2 S /O 2
RUN LIGHTS or ALARM TEST Ok :
MANUAL TEST < AUTO TEST H<
GENERATOR TEST _,zéé_ OILLEVEL ___» ANTI-FREEZE ___»
FUEL n BATTERY __. HOUR METER __»

BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES
LEAD PUMP ON OFF LAG ON OFF 3

3. WET WELL

GREASE BUILD-UP__Y&5 _ FLOATS oK DEBRIS ___ Y255
NEEDS CLEANING ____ Y5 NEEDS ENZYMES _; !
ENZYME PUMP HYPO PUMP NEEDS HYPO
CL-2 READING pH READING
FLOW METER READINGS

] CURRENT

/ PREVIOUS

[ DIFFERENCE

4. COMPRESSORS

OIL LEVEL ) GAUGE READING ',
BLEED SYSTEM / PURGE SYSTEM
RELIEF VALVE / LUBE
COMP #1 AMPS | ON OFF
COMP #2 AMPS ' ON OFF

5. BUILDING
LIGHTS ] SUMP PUMP *L HEATER
DEHUMIDIFIER ! NEEDS CLEANING __| ___ PAINTING

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




FERNCO SERVICES INC. i/
508-336-3222 o P 70690

i

DATE ?‘ 23 “"}.} »: INITIALS O A/ .‘.-’:
STATION S Cr *
LOCATED j ONXSTOXL)

L EO  gERVICE CHECK LIST L/

&

1. PUMPS CONDITION ¢ -
PUMP #1 - AMPS 1> PUMP #2-AMPS ____ /£
kX4 /5.7
VOLTAGE Q3 W ,_ VOLTAGE _ﬂj
GLANDS / GLANDS
PACKING / PACKING
LUBE UNIT | LUBE UNIT
TEST VALVES ! TEST VALVES
2. MOTOR CONTROL CENTER
HOUR METERS PUMP #1__ S 6O § 7 €9  puwps_ 4,0 © 8
RUN LIGHTS 0K ALARMTEST ___ 9K
MANUAL TEST e AUTO TEST
GENERATORTEST ____4//2  OILLEVEL __ & ANTI-FREEZE ___»
FUEL : ! BATTERY . HOUR METER

BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES
LEADPUMPON ____} OFF LAG ON OFF t
BOTH PUMPS ON _L_ OFF ALARM o¢ OFF

3. WET WELL

GREASE BUILD-UP __YES  FloATS oK DEBRIS ___>E&S
NEEDS CLEANING ____ Y& NEEDS ENZYMES
ENZYME PUMP { HYPOPUMP | _ NEEDSHYPO
CL-2 READING pH READING
FLOW METER READINGS
CURRENT
PREVIOUS
DIFFERENCE
4. COMPRESSORS
OIL LEVEL ; GAUGE READING
BLEED SYSTEM PURGE SYSTEM
RELIEF VALVE LUBE
COMP #1 AMPS ON__ | =~ oFf__{
COMP #2 AMPS ON____ OFF_1{
5. BUILDING
LIGHTS ! SUMPPUMP |  HEATER
DEHUMIDIFIER { NEEDS CLEANING ____| __ PAINTING

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




FERNCO SERVICES INC. / ,-"

. 508-336-3222 PIN
. | A/ 70736
DATE 7- g(l /15 A INITIALS: /2
STATION S US Ay /j 27
LOCATED ) OHNSTOR) "
200 = ,,
£ SERVICE CHECK LIST £A4&
1. PUMPS CONDITION 3 s
PUMP #1 - AMPS [ PUMP #2- AMPS /7.
/Y. € /9.5
g W
VOLTAGE 45 VOLTAGE 4@&/{
GLANDS | GLANDS
PACKING [I PACKING
LUBE UNIT LUBE UNIT |
TEST VALVES / TESTVALVES |
2. MOTOR CONTROL CENTER 5
HOUR METERS PUMP #1__ S&/ 3 PUMP#2 _ S )0 - Z
RUN LIGHTS oK v ALARM TEST o«
MANUAL TEST < AUTO TEST 7.4
GENERATOR TEST _44_ OIL LEVEL ) ANTI-FREEZE ___
FUEL s BATTERY - HOUR METER

- BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES
LEAD PUMP ON OFF = LAGON ___ ] OFF
BOTH PUMPS ON OFF_ ALARMON_| __  OFF .

3. WET WELL

GREASE BUILD-UP ___ Y& S FLOATS o< DEBRIS ___XES
NEEDS CLEANING ____ &S NEEDS ENZYMES _{
ENZYME PUMP [ HYPO PUMP NEEDS HYPO
CL-2 READING [ pH READING
FLOW METER READINGS

| CURRENT

[ PREVIOUS

j' DIFFERENCE

4. COMPRESSORS

OIL LEVEL / GAUGE READING ,
BLEED SYSTEM [ PURGE ;YSTEM : |
RELIEF VALVE I LUBE
COMP #1 AMPS | on__| OFF
COMP #2 AMPS oN___ OFF

5. BUILDING
LIGHTS ) SUMP PUMP HEATER __)
DEHUMIDIFIER / NEEDS CLEANING PAINTING

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




FERNCO SERVICES INC..

508-336-3222 69791
DATE -3 -/4 INTIALS _ £ ;A/ .
STATION (e EE)) l/ ALLLEY [)fl v
LOCATED T orw ezl
SERVICE CHECK LIST ‘
1. PUMPS CONDITION ¢ &
PUMP #] - AMPS ai- PUMP #2- AyPs /&
21, 2.7 /8. /9. 7
VOLTAGE 2l 1}7,/ VOLTAGE _ﬁéi/
GLANDS ] GLANDS !
PACKING [ PACKING
LUBE UNIT l LUBE UNIT
TEST VALVES ] TEST VALVES
2. MOTOR CONTROL CENTE
HOUR METERS PUMP #1 W, PUMP #2 4/}
RUN LIGHTS O ALARM TEST oK
MANUAL TEST o4 AUTO TEST <
GENERATOR TEST __,Aéé__ OIL LEVEL Ul ANTI-FREEZE M
FUEL ) BATTERY N HOUR METER

BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES
LEAD PUMPON ___!/ OFF___{ _ LAGON OFF
BOTH PUMPS OI\I OFF_{ ____ ALARMON OFF

3. WET WELL '
GREASE BUILD-UP __ 2722 _ FLOATS 2K DEBRIS __ S /A=

NEEDS CLEANING LR NEEDS ENZYMES )
ENZYME PUMP { HYPO PUMP | NEEDS HYPO
CL-2 READING [ pH READING
FLOW METER READINGS

CURRENT

PREVIOUS

{ DIFFERENCE
-
4. COMPRESSORS

OIL LEVEL , / GAUGE READING .
BLEED SYSTEM PURGE SYSTEM |
RELIEF VALVE LUBE
COMP #1 AMPS ON / OFF
COMP #2 AMPS ON ' OFF

5. BUILDING
LIGHTS r< SUMP PUMP HEATER
DEHUMIDIFIER " NEEDS CLEANING PAINTIN

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




FERNCO SERVICES INC.

508-336-3222

70600

DATE 7-&-/6 INITIALS AO,T/ l/ -
STATION &z VA LLEY pz )
Torneron

LOCATED

SERVICE CHECK LIST

1. PUMPS CONDITION 2 A
PUMP #1 - AMPS /- PUMP #2 - AMPS 20
o 2/.° 9. 20.°
VOLTAGE OEL i VOLTAGE _&E_y
GLANDS GLANDS __’7
PACKING PACKNG |
LUBE UNIT LUBE UNIT S
TEST VALVES / TEST VALVES
2. MOTOR CONTROL CENTER
HOUR METERS PUMP #1____A//4 PUMP #2 W/,
RUN LIGHTS OF ALARMTEST __~_ OZ
MANUAL TEST QK AUTO TEST 7,4
GENERATORTEST ___#//f ___ OILLEVEL __» ANTI-FREEZE ___»
FUEL ) BATTERY HOUR METER ___"
BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES 4
LEAD PUMP ON OFF __ LAGON ___ OFF _l_______
BOTH PUMPS ON‘JL‘~ OFF__{ _ ALARMON _: oFF _I

3. WET WELL

GREASE BUILD-UP __S2 1724 FLOATS

QK

DEBRIS _ S22~

NEEDS CLEANING A0 NEEDS ENZYMES )} I
ENZYME PUMP HYPO PUMP NEEDS HYPO :I
CL-2 READING pH READING
FLOW METER READINGS
1 CURRENT
/ PREVIOUS
’ DIFFERENCE
4. COMPRESSORS I
OIL LEVEL GAUGE READING
BLEED SYSTEM f PURGE BYSTEM
RELIEF VALVE LUBE
COMP #1 AMPS ON OFF
COMP #2 AMPS ON OFF
5. BUILDING \
LIGHTS Q0 SUMP PUMP HEATER
DEHUMIDIFIER NEEDS CLEANING PAINTING

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




FERNCO SERVICES INC.
508-336-3222
INTIALS D A/

10652

DATE 7 - _/ 4 ~/K
STATION / REE, /.01_4 &y Lr.
LOCATED :'7/O/~{/J S7C2)
SERVICE CHECK LIST
1. PUMPS CONDITION % 2
PUMP #1 - AMPS 2/ PUMP #2 - AMPS 17.
20 1 0 & /6. ¥ /8- 7
VOLTAGE 209 37 VOLTAGE i
GLANDS / GLANDS
PACKING / PACKING
LUBE UNIT / LUBE UNIT
TEST VALVES ! TEST VALVES
2. MOTOR CONTROL CENTER
HOUR METERS PUMP #1 ///7 PUMP #2 i A
RUN LIGHTS QL ALARMTEST ____ Q&
MANUAL TEST 0< - AUTOTEST Y e
GENERATOR TEST _,4_~ OIL LEVEL ANTI-FREEZE
FUEL BATTERY ____° HOUR METER
BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES
LEAD PUMP ON OFF__I_ LAG ON OFF t
BOTH PUMPS ON oFf___|__ ALaRM OCI: FF
3. WET WELL
GREASE BUILD-UP _£ /7T & FLOATS _Cefpne=D DKDEBRIS 2 122E
NEEDS CLEANING 4/ NEEDS ENZYMES
ENZYME PUMP v HYPO PUMP NEEDS HYPO |
CL-2 READING |! pH READING
FLOW METER READINGS
/ CURRENT
/ PREVIOUS
/ DIFFERENCE
4. COMPRESSORS
OIL LEVEL ) GAUGE READING
BLEED SYSTEM | PURGE SYSTEM
RELIEF VALVE | LUBE
COMP #1 AMPS [ ON OFF
COMP #2 AMPS ! ON OFF
5. BUILDING ]
LIGHTS Q& SUMP PUMP HEATER
DEHUMIDIFIER NEEDS CLEANING PAINTING

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




FERNCO SERVICES INC.
508-336-3222

DATE P-23-/4 INITIALS O// -

70686

STATION Lo cEX !/GA@&Y yorl
LOCATED J NN Gro)

SERVICE CHECK LIST

1. PUMPS CONDITION ¢ ~
PUMP #1 - AMPS D2- PUMP #2.- AMPS /85
o
B0.9 B/ /88T
VOLTAGE 272 ¥ VOLTAGE _QLQ__’SJ_
GLANDS ] GLANDS
PACKING / PACKING
LUBE UNIT | LUBE UNIT
TEST VALVES ! TEST VALVES
2. MOTOR CONTROL CENTER
HOUR METERS PUMP #1 ///4 PUMP #2 /4/0
RUN LIGHTS 2L ALARMTEST __ &
MANUALTEST ____ OK AUTO TEST
GENERATOR TEST _ﬁgL_ OILLEVEL ___u ANTI-FREEZE ___.t
FUEL BATTERY : HOUR METER ___~

BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES
LEAD PUMP ON OFFt LAG ON OFF t
BOTH PUMPS OI\I OFF ALARM ON OFF

3. WET WELL

GREASE BUILD-UP __/ FLOATS oK DEBRIS __ Y% 220
NEEDS CLEANING L0 NEEDS ENZYMES /
ENZYME PUMP / HYPO PUMP NEEDS HYPO | _
CL-2 READING pH READING /
FLOW METER READINGS
/ CURRENT
/ PREVIOUS
[ DIFFERENCE
4. COMPRESSORS
OIL LEVEL GAUGE READING |
BLEED SYSTEM PURGEjYSTEM ]
RELIEF VALVE LUBE I
COMP #1 AMPS ON __| OFF ’f
COMP #2 AMPS ON OFF
5. BUILDING
LIGHTS oL SUMP PUMP HEATE
DEHUMIDIFIER J NEEDS CLEANING PAINTING

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




FERNCO SERVICES INC.
508-336-3222 7 0 7 3 2

DATE 7204 wmas_ 2 /Y
STATION éﬂ ESH VA/.I &Y _[/?'z .

LOCATED \_TO;L/// o)
SERVICE CHECK LIST

1. PUMPS CONDITION 7 >
PUMP #1 - AMPS Q) PUMP #2 - AMPS /&
037 22.9 _1%.€ (8.7
VOLTAGE ¥ VOLTAGE _Q_Lgf
GLANDS 1 GLANDS
PACKING PACKING
LUBE UNIT LUBE UNIT
TEST VALVES TEST VALVES
2. MOTOR CONTROL CENTE
HOUR METERS PUMP #1___ Af/xs PUMP #2 ,A//o
RUN LIGHTS (o) 4 ALARM TEST o
MANUAL TEST O AUTO TEST aK
GENERATOR TEST _,4.;L__ OIL LEVEL A ANTI-FREEZE __ ¥
FUEL 1" BATTERY N HOUR METER ___*

BUBBLETROL SYSTEM SIMULATION - GAUGE IN INCHES
LEAD PUMP ON OFF LAG ON OFF
BOTH PUMPS ON OFFI ALARM ON OFF
3. WET WELL
GREASE BUILD-UP __ 224" FLOATS oK DEBRIS %,] Vo Yod

NEEDS CLEANING L NEEDS ENZYMES _)_

ENZYME PUMP 4 HYPO PUMP NEEDS HYPO |

CL-2 READING J pH READING /

FLOW METER READINGS
CURRENT
PREVIOUS
DIFFERENCE

4. COMPRESSORS

OIL LEVEL [ GAUGE READING

BLEED SYSTEM PURGE SFSTEM

RELIEF VALVE LUBE

COMP #1 AMPS | ON / OFF _|

COMP #2 AMPS ! ON OFf __

' 5. BUILDING
' LIGHTS QK SUMP PUMP HEATER )
DEHUMIDIFIER ) NEEDS CLEANING PAINTING

o

6. SPECIAL NOTES

CUSTOMER SIGNATURE:




Appendix D
Town of Johnston

Pump Stations Emergency Call Log



Town of Johnston Emergency calls, 2011 - 2016

Pump Station

Date Reason for Call

Corrective Action

Candice Court

12/26/2012 One pump not priming — Isolated pump

Cleaned probe and airlines

Candice Court

2/11/2013 Pump not priming — Isolated pump

Cleaned probe and airlines

Candice Court

10/19/2013 Pump not priming — Isolated pump

Cleaned probe and airlines

Candice Court

11/29/2014 Pump not priming — Isolated pump

Cleaned probe and airlines

Candice Court

2/15/2015 Bad compressor — Isolated pump

Replaced compressor within the next
few days

Candice Court

7/11/2015 Floats stuck in solids — cleared accordingly

Candice Court

Found a grounding problem on the electrical add a

3/16/2016
phase system

Hired an outside electrucian to
repair the next day

Candice Court

Found a grounding problem on the electrical add a

3/17/2016
phase system

Sweet Hill Drive

2/18/2011 Clogged pump — Isolated pump

Cleared pump the next day

Sweet Hill Drive

6/21/2012 Breaker tripped — Reset and found working ok

Sweet Hill Drive

One pump clogged — Cleared accordingly — Station

9/18/2012 .
running ok

Sweet Hill Drive

Heavy rain causing the alarm and second pump to
come on

12/10/2012

Industrial Lane

1/3/2011 Breaker tripped, pump not working — Isolated pump

Repaired pump the next day

Industrial Lane

2/23/2011 Pump not pumping — IsolatedPump

Cleared pump the next day

Jennifer Drive

12/3/2014 Floats not working properly — installed a new float

Morgan Mill

3/26/2012 No alarm upon arrival station working ok

Ostend Street

4/20/2011 Pump tripped breaker, reset pump is now working

Ostend Street

4/26/2011 Pump tripped breaker again — Isolated pump

Clearefd or replaced pump within a
few days

Ostend Street

10/18/2012 One pump had bad capacitors — Isolated pump

Replaced capacitors within the next
few days

Ostend Street

4/12/2014 .
site

Electrical problem in the control panel — Repaired on

Ostend Street

10/31/2014 Floats stuck in solids — cleared accordingly

Pumps clogging and discharge check valves not working

Ostend Street 5/16/2016
properly

Ostend Street 5/23/2016 Pumps clogging and discharge check valves not working Repaired [.:)iping and cleared pump
properly from previous calls

Rotary Drive

3/25/2015 One pump clogged — Isolated pump

Cleared pump within the next few
days

Rotary Drive

6/2/2015 Pump clogged — Isolated pump each time

Cleared pump within the next few
days

Rotary Drive

6/9/2015 Pump clogged — Isolated pump each time

Cleared pump and modified the
pump volute

Sprague Circle

2/8/2016 Floats not working properly — replaced on site

Susan Circle

10/26/2014 Floats not working properly — Installed a new float

List provided by Fernco Services on 3/30/2017.



Appendix E
Town of Johnston

Pump Stations Condition Assessment &
Preventive Maintenance / Corrective Measures Table



Johnston Sewers
Pump Stations Condition Assessment & Preventive Maintenance / Corrective Measures Table

Town of Johnston Owned Pump Stations

Station and Pumps Data Motor Control Center
: n " n " n . . Other Preventive
Station Name . Year Built Pump Year Pump(s) Preventive Maintenance / Preventive Maintenance / Emergency Preventive Maintenance / .
Station Type X . Alarm Type R R Maintenance / Schedule
/ Last Major Improvements Manufacturer Installed Corrective Measures Corrective Measures Power Corrective Measures )
Corrective Measures
Before 1985; Contract outside company for Audible & Install Automated/ Monitored Install receptacle for connection of Cleaning Contract / Alarm / Receptacle In place
Candice Court Above Ground Before 1985 Smith & Loveless - ! . utsl pany u I v / ! None P : ng / / P P
Original to Station solids and grease removal 2x/year | Visual Alarm System Emergency Generator Q4 2017
2015; Annual Maintenance Contract with Backu . .
Central Avenue Above Ground 2015 Gorman Rupp . . Automated P Maintenance Contract in place Q4 2017
Original to Station Pump Manufacturers Generator
Around 2010; Annual Maintenance Contract with Backu . .
Green Earth Way Above Ground Around 2010 Gorman Rupp L . ! Automated P Maintenance Contract in place Q4 2017
Original to Station Pump Manufacturers Generator
Install Automated/ Monitored Install receptacle for connection of Submit RFP for Control Panel Q4 2017.
Industrial Lane Submersible Before 1980 Tsurumi Around 2010 Visual only / None P Replace Control Panel Q
Alarm System Emergency Generator Alarm / Receptacle In place Q4 2017
Mvers Around 1990;
. X . 4 Original to Station Audible & Install Automated/ Monitored Install receptacle for connection of Alarm / Receptacle / Control Panel in place Q4
Jennifer Drive Submersible Around 1990 ) None Replace Control Panel
Visual Alarm System Emergency Generator 2017
Ebara 2016; 4th Quarter
Install Two (2) New Tsurumi Audible & Install Automated/ Monitored Install receptacle for connection of New Pumps / Alarm / Receptacle in place Q4
Morgan Mill Road Submersible Before 1980 Peabody Barnes Around 2000 R 2) . / None P ps/ / P P Q
Cutting Pumps Visual Alarm System Emergency Generator 2017
X Ebara 2017; 1st Quarter Audible & Install Automated/ Monitored Install receptacle for connection of
Ostend Street Submersible Around 1985 ) None Alarm / Receptacle In place Q4 2017
Visual Alarm System Emergency Generator
Ebara Around 2010
Around 2010; Annual Maintenance Contract with Backu . .
Recycle Road Above Ground Around 2010 Gorman Rupp . . Automated P Maintenance Contract in place Q4 2017
Original to Station Pump Manufacturers Generator
River Drive 2017 2017; Audible & Install Automated/ Monitored Install receptacle for connection of .
W W Submersible L ) HOMA . X u ! Y / ! p : Alarm / Receptacle in place Q4 2017
(Replacement) (scheduled to be online in April) Original to Station Visual Alarm System Emergency Generator
. . Tsurumi Around 2015 Audible & Install Automated/ Monitored Backup .
Rotary Drive Submersible Around 2005 ) Alarm in place Q4 2017
Ebara Around 2005; Visual Alarm System Generator
Original to Station
South Bennett 2017 2017; Audible & Install Automated/ Monitored Install receptacle for connection of .
.u Submersible o X HOMA . . u I Y / ! P : Alarm / Receptacle in place Q4 2017
Drive(Replacement) (scheduled to be online in April) Original to Station Visual Alarm System Emergency Generator
Around 1985; Contract outside company for Audible & Install Automated/ Monitored Install receptacle for connection of Cleaning Contract / Alarm / Receptacle in place
Sprague Circle Above Ground Around 1985 Smith & Loveless . Y . . utst pany u : Y / : None P : ing / / P nip
Original to Station solids and grease removal 2x/year | Visual Alarm System Emergency Generator Q42017
i . Ebara Around 2005 X Audible & Install Automated/ Monitored Install receptacle for connection of New Pump / Alarm / Receptacle / Control Panel
Susan Circle Submersible Around 1985 Install New Ebara Grinder Pump ) None .
Visual Alarm System Emergency Generator in place Q4 2017
Myers Around 2015
Install Automated/ Monitored Install receptacle for connection of Alarm / Receptacle / Control Panel in place Q4
Sweet Hill Drive Submersible Before 1980 Tsurumi Around 2013 Visual only / None P Replace Control Panel / P / P Q
Alarm System Emergency Generator 2017

Prepared By: ADO

All Stations are duplex pump configuration

Date: 4/7/2017




Appendix F
Town of Johnston

FEMA Flood Plain Review


Audie
Highlight
This section COULD BE eliminated.


Flood Plain Overlays
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